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Abstract
Modern power systems have expanded, both in  size and complexity. More challenges will
emerge with the integration of an increasing number of renewable generation sources to the
existing power systems, which are driven to operate closer to their technical limits under
pressure from economic objectives in deregulated markets and environment impacts. The
transmission systems must be strengthened to transmit a larger amount of power from the
remote renewable generation sources to load centers while ensuring a higher degree of
flexibility and stability in operating the power systems. The Voltage-Source Converter (VSC)
in Modular-Multilevel Converter (MMC) topology for High-Voltage Direct Current (HVDC)
application has been recently developed and has become an attractive solution to address the
new challenges to the existing power system.
This thesis deals with the utilizations of MMC-VSC-HVDC systems in Multi-Terminal Direct
Current (MTDC) configuration to enhance the dynamic performance of AC power systems. In
this framework, several supplementary controllers are integrated into the standard VSC
station controller to exploit the distinct advantages in the areas of controllability and
flexibility of the MMC-VSC-MTDC systems. The integrated supplementary controllers are
developed to address most of the dynamic stability aspects in the power systems: small-signal
stability (SSS), transient stability including frequency and voltage stabilities. The main
contributions of this work include: the development of a generic RMS model of the MMC-
VSC-MTDC system and its corresponding linearization; the development of a novel
frequency controller which enables the MMC-VSC-MTDC system to effectively support the
power flow in primary frequency control; the investigation of several major factors
influencing the contribution of the VSC-MTDC system to the damping of system oscillations
and the demonstration of the capability of supporting system voltage during symmetrical grid
faults. The thesis also proposed the design as well as appropriate methodologies for selecting
parameters of the supplementary controllers. The controllers are firstly investigated in
individual studies under consideration of several influence factors to explore their main
features. Furthermore, possible interactions between the investigated supplementary
controllers which may influence their effectiveness’s are identified. Based on the
investigation, proper counter-measures are proposed to mitigate the interactions.

Zusammenfassung
Moderne elektrische Energieversorgungssysteme sind bei zunehmender Größe und
Komplexität erweitert worden. Mit der Integration einer wachsenden Anzahl von
erneuerbaren Erzeugungsquellen werden weitere Herausforderungen in den bestehenden
elektrischen Energieversorgungssystemen entstehen Diese werden unter Druck von
wirtschaftlichen Zielen in deregulierten Märkten und Umweltauswirkungen näher an ihren
technischen Grenzen betrieben. Die Übertragungssysteme müssen gestärkt werden, um eine
größere Menge an elektrischer Energie von den entlegenen, erneuerbaren Erzeugungsquellen
zu den Lastzentren zu übertragen, während gleichzeitig ein höheres Maß an Flexibilität und
Stabilität in der Betriebsführung der elektrischen Energieversorgungssysteme gewährleistet
sein soll. Der spannungsgeführte Umrichter (englisch: Voltage Source Converter, VSC) mit
modularer Multilevel-Umrichter (englisch: Modular Multilevel Converter, MMC) Topologie
für Hochspannungs-Gleichstrom-Übertragungs- (HGÜ) Anwendung wurde vor kurzem
entwickelt und wurde eine attraktive Lösung für die neuen Herausforderungen an das
bestehende elektrische Energieversorgungssystem.
Diese Arbeit beschäftigt sich mit der Nutzung der MMC-VSC-HGÜ-Systeme in Multi-
Terminal-Gleichstrom (englisch: Multi Terminal Direct Current, MTDC) Konfiguration, um
das dynamische Verhalten von Drehstromsystemen zu verbessern. In diesem Rahmenwerk
sind zu der Standard-VSC Stationsregelung einige, zusätzliche Reglungsfunktionen
hinzugefügt worden, um so deutliche Vorteile in den Bereichen der Regelbarbarkeit und
Flexibilität der MMC-VSC-MTDC-Systeme zu nutzen. Die integrierten, zusätzlichen
Regelungsfunktionen wurden entwickelt um die meisten der dynamischen Stabilitätsaspekte
in elektrischen Energieversorgungssystemen zu behandeln: Kleinsignalstabilität, transiente
Stabilität einschließlich Frequenz- und Spannungsstabilität. Die wichtigsten Beiträge dieser
Arbeit sind: die Entwicklung eines generischen RMS Modells des MMC-VSC-MTDC-
Systems und seiner entsprechenden Linearisierung; die Entwicklung eines neuartigen
Frequenzreglers, der dem MMC-VSC-MTDC-System ermöglicht, den Leistungsfluss
während der Primärregelung effizient zu unterstützen; die Untersuchung von mehreren,
wichtigen Faktoren, die den Beitrag des VSC-MTDC Systems zur Dämpfung von
Systemschwingungen beeinflussen und die Demonstration der Fähigkeit zur Unterstützung
der Systemspannung während symmetrischer Netzstörungen. Diese Arbeit schlägt auch den
Entwurf sowie geeignete Methoden zur Parameterbestimmung der zusätzlichen
Reglungsfunktionen vor. Die Regler wurden zunächst in einzelnen Studien unter
Berücksichtigung von mehreren Einflussfaktoren untersucht, um so ihre wichtigsten
Merkmale zu erkunden. Darüber hinaus wurden mögliche Wechselwirkungen zwischen den
untersuchten, zusätzlichen Regelungsfunktionen, die ihre Wirksamkeit beeinflussen können,
identifiziert. Auf Grundlage der Untersuchung wurden geeignete Gegenmaßnahmen
vorgeschlagen, um die Wechselwirkungen abzuschwächen.
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1 Introduction
1.1 Motivation
HVDC transmission technology has been utilized in the electrical power systems for more
than 50 years, offering new dimensions for long distance transmissions [1]. Its development
started with the transmission of power in a range of less than a hundred MW and has grown
since. The HVDC transmission technology provides essential features to avoid technical
problems in power systems. They increase the transmission capacity and enhance stability of
power systems in an efficient way [2].
HVDC transmission started with the first commercial HVDC link between Sweden’s
mainland to Gotland island in 1954. At that time, the mercury-arc valve was used [2]. With
the introduction of the thyristor valve converters in 1970s, the HVDC transmission
technology became more attractive. The utilization of thyristor valves has enabled to build
Line-Commutated Converters (LCC) for HVDC transmission with higher power rating. These
converters are famous for their low operational losses, their overload capability and
robustness of the thyristors against surge currents. Therefore, the LCC-HVDC connections are
still the most attractive option for bulk power transmission in future HVDC projects [3].
In the late 1990s, the insulated-gate bipolar transistor (IGBT) was further developed to a
sufficiently high rating that was economical to build high-voltage valves. The introduction of
the IGBT as the main building block of the valves started a new era in the HVDC technology
with the Voltage-Source Converter (VSC). VSC stations facilitate a more compact design and
provide a high degree of controllability [4]. The new technology offers more advanced
features which are not available in the classical LCC-HVDC technology.
The VSC converters with two-level or three-level converters for the HVDC applications
introduced in 1997 have offered the possibility to control the active and reactive powers
independently [1]. The VSC-HVDC connections are able to connect to weak or even passive
networks, which is not possible with the LCC-HVDC technology. This controllability makes
them attractive to power transmission and distribution applications. A main disadvantage is
however, that the power losses in VSC stations are higher.
Only recently, Modular-Multilevel Converter (MMC) topologies have been applied for VSC-
HVDC technology. This new MMC-VSC in the HVDC application possesses not only the
well-proven advanced features, but also eliminates several drawbacks of the VSC converters
with the two- or three-level topologies [5]. For instance, the operational power losses are
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significantly reduced and the need for harmonic filter is obviated [4-5]. Owing to the rapid
development of power electronic devices, the MMC-VSC-HVDC technology has reached the
GW range to become available for bulk power transmission applications, i.e. 2x1 GW
connection between France and Spain in INELFE project [5]. The distinct advantages in the
areas of controllability and flexibility of the VSC-HVDC technology ensure it as an attractive
solution to face the new challenges of existing power systems [6]. The challenges are related
with the integration of an increasing number of renewable generation sources to the existing
power systems, which are driven to operate closer to their limits due to pressure of economic
objectives in deregulated markets and due to more strict environment impact regulations. The
transmission systems must then be strengthened to transmit a larger amount of power from the
remote renewable generation sources to load centers while ensuring a higher degree of
flexibility and stability in operating the power systems. Since the first installation of point-to-
point MMC-VSC-HVDC connection went operational in 2010, the number of the MMC-
VSC-HVDC projects keeps continuously increasing [7]. In recent years, there has been an
increased interest in MMC-VSC-HVDC systems in multi-terminal (MTDC) configuration as
a prospective alternative for strengthening the transmission system [8]-[9].
The probable investigations on impacts of MMC-VSC-MTDC systems on existing power
systems must be carried out in order to enable any feasible integration planning of a MMC-
VSC-MTDC system. This is the motivation of this thesis, which focuses on investigations of
the interactions between integrated MMC-VSC-MTDC systems and interconnected AC
power systems. In this thesis, several methods to explore the controllability offered by the
MMC-VSC-HVDC technology in multi-terminal configuration to enhance the dynamic
stability of AC power systems are proposed and described.
1.2 Objective of the thesis
As mentioned in the previous part, the focus of this work is the converter station control
system utilized in VSC-HVDC systems. Such control system is designed not only to protect
the VSC station, but also to actively strengthen the dynamic stability of the power systems
(within the scope of the thesis) and provide auxiliary control functions (outside the scope).
Figure 1.1 shows the overview of the converter control structure and its functional modules
which can be classified into two groups: principle control and supplementary control.
The principle control is a group of core control modules of a converter control structure. It
aims to ensure and establish a stable operation of the whole power system including AC and
DC grids. It involves all activities of the VSC-HVDC station control. The principle control
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comprises of Inner Current Control, Active Power Control, Reactive Power Control and
Control Channel Coordination. The principle control provides reference voltages for the
converter operation level of the VSC control system through the Inner Current Control. The
Inner Current Control is a high dynamic performance controller, working on the dq co-
ordinate system. It ensures a fast and accurate tracking of the reference currents provided by
the Active and Reactive Power Controls.
S
S
Figure 1.1: High level of a VSC-HVDC station control system
The Active Power Control defines the active power exchange between areas or buses of the
AC power system interconnected by the VSC-HVDC system in normal operation. In
abnormal operation and post-disturbance conditions, the control acts in combination with
other supplementary controls to support the system frequency and improve the damping to
counteract the system oscillations. For the DC grid side of the VSC-HVDC system, the Active
Power Control plays also a crucial role. Similarly to the frequency in the AC system, DC
voltage is an indicator of the power balance in a DC system. The Active Power Control is
organically related to the DC voltage control. It involves in the primary control action to
enable to set up a continuous operating equilibrium in the DC grid with well-defined
operating points for all converter stations. It should also enable to establish a new equilibrium
following a stable transition under small changes of loads/ network configuration or under
large disturbances. Therefore, the Active Power Control at one converter station has to work
in touch with the ones at other converter stations within a DC grid.
The Reactive Power Control aims to fulfill the inter-connected grid requirements for the
converter station at the point of common coupling (PCC). Under normal operations, it can
follow reference settings (ac reference voltage and reference reactive power) given by system
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operators. The reference settings are always extracted from the activity of the Economic
Dispatch Control located at system control centers. Under abnormal operations, the voltage
system steps out of the continuous operating range. The Reactive Power Control co-operates
with supplementary controls, i.e. fast voltage support controller, on the reactive power
channel to bring the fast reactive power regulation capability of the VSC converter station
into play. The coordination provides a fast voltage support locally at the PCC bus, thus
participates in enhancing the system stability.
The P&Q Coordination Control has a special task. It manages the converter station limitations
posed on the Active and Reactive Power Controls to maximize the VSC converter capability
on controlling active and reactive power. The control gives out the priority of using the bigger
constitution part of the converter limitation for either to the Active Power Control or the
Reactive Power Control in different transient situations happening in the operating system. By
doing so, the transient stability of power systems can be considerably improved.
In contrast to the principle control, the supplementary control provides application functional
controllers to enhance the dynamic performance of AC power systems. They are inactive in
steady-state operation, but active in dynamic transient stage through the principle controls by
offering additional reference values to the principle controls. The use of the supplementary
control depends on the installation request from the investors and in the same time depends on
the situations in the inter-connected AC power systems. Several studies are ongoing to
include more functional controllers into the supplementary control.
There are three functional controllers in Figure 1.1, which are the focus of this thesis. These
functional controllers are: the Power Oscillation Damping (POD) controller; the Primary
Frequency Support (PFS) controller; the Fast Voltage Support (FVS) controller. They are
designed to support power systems during and after disturbances. The POD controller is to
improve the damping inherent to AC power systems. The PFS control is used to support the
primary frequency control following outages of large generation units. The FVS controller is
used to support the recovery of the positive sequence voltage after short-circuit incidents.
In this thesis, the capability of the MMC-VSC-HVDC system equipped with the
supplementary controllers in enhancing the dynamic performances of AC power systems is
investigated. Firstly, the effect of each supplementary controller is individually analyzed
taking into consideration several influence factors. The controllers design and appropriate
methodologies for selecting their parameters are proposed. Analytical methods together with
time-domain simulations are employed to validate the proposed methodologies. At last,
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possible interactions between the investigated supplementary controllers which may influence
their effectiveness are investigated.
1.3 Outline of the thesis
The thesis starts with a general introduction of its motivations and objectives in chapter 1.
Chapter 2 gives an overview of features and the working principle of the MMC-VSC
technology in HVDC applications.
In chapter 3, modeling of MMC-VSC in HVDC applications for transient stability analysis is
discussed. A generic RMS model of a MMC-VSC-HVDC system is proposed based on an
existing averaged EMT model. Chapter 3 also presents a linearized model of the MMC-VSC-
HVDC system for analytical modal analysis. The performance of the proposed RMS model is
verified by both time- and frequency- domain simulations using a typical high-voltage
transmission test network. These models are used in the different studies carried out in the
following chapters.
Chapter 4 investigates the capability of MMC-VSC-MTDC systems for enhancing damping
of inter-area oscillations. The Power Oscillation Damping controller is incorporated into both
the active and reactive power modulation channels of the MMC-VSC station controls. In this
chapter, the POD controller structure, input/output selection method and the parameter
optimization method are described. Several influencing factors to the damping support
capability, such as the voltage characteristics of the system loads, the active power loading
level, the communication delay and the sensitivity to random delay variations are studied and
the results are reported.
Chapter 5 deals with the utilization of MMC-VSC-MTDC systems for supporting power
flows during the primary frequency control in large high-voltage transmission systems. The
investigated MTDC system interconnects synchronous areas within an AC power system. A
novel PFS controller is incorporated into the active power modulation channel of the VSC
station control to enable the VSC-MTDC system taking part in the primary frequency control
under severe generation outages. An analytical method to determine the gain of the PFS
controller is also proposed to assure an accurate schedule of exchanged powers through the
VSC-MTDC system according to residual transferable margins of parallel HVAC lines. The
proposed PFS controller uses the feed-forward control technique to forestall undesirable
effects of the transient frequency deviation on the system dynamic performance. The PFS
controller is then validated on a test system similar to the one used in chapter 4.
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Chapter 6 presents a study on the capabilities of MMC-VSC-MTDC systems in enhancing
the transient stability of a large power system in fast and large voltage fluctuation events. A
FVS controller is equipped to the reactive power modulation channel of the MMC-VSC
station. The use of the FVS controller together with the active/reactive power (P&Q)
coordination control to maximize the capability of the MMC-VSC-MTDC system in
supporting the system voltage is analyzed. Furthermore, the performance of the MMC-VSC
station control operated under a special operational mode, the STATCOM mode, during short
circuits in the DC grid is also discussed and highlighted.
Chapter 7 studies the interactions between the supplementary controllers. The MMC-VSC-
MTDC system is designed as a larger test system where events involving the actions of
several controllers at the same time can be created. Hence, the interactions between the
supplementary controllers can be evidently observed. Through this study, possible problems
related to controller coordination are identified and counter measures are proposed.
Chapter 8 summarizes the main results and conclusions achieved from this thesis, and gives
an outlook on possible further related research topics.
2 MMC-VSC in HVDC application
2.1 MMC-VSC-HVDC features
The new modular-multilevel converter topology for HVDC applications possesses the most
well-proven advanced features of the existing VSC topologies with two-level or three-level
converters (here classical VSC) [4,5,10]. Amongst the advanced features is: the decoupled
control of the active and reactive powers; the interconnection capability to weak or passive
AC networks; compact design of converter stations. Furthermore, with the new approach,
many drawbacks of the classical VSC for the HVDC applications can be eliminated and
additional performance improvements can be provided as well.
As the principle operation in the classical VSC technology using PWM modulation, the
operational switching occurs between two or three voltage levels causing high and steep
voltage steps, which poses high stresses on components and requires filtering [10]. By
applying the new MMC topology, the voltage-source converter is constructed up by a series
connection of a number of identical, but individually controllable submodules. The new
topology enables both the switching voltage steps and the switching voltage gradients to be
reduced or minimized. As a result, the MMC-VSC can generate nearly ideal desired
sinusoidal waveforms at the terminal voltage and, therefore, almost entirely reduce the need
of the harmonic filters. In addition, the significantly low switching frequency in each
submodule and the low voltage across each switch results in low operational losses of the
converter. The reduced switching voltage gradients also enable the use of ordinary
transformers with lower insulation requirements. The modular design in hardware and
software gives MMC-VSC high flexibility and easy scalability with low engineering efforts
for power ranges up to 1000 MW and up to the highest transmission voltages.
With one high-capacitance capacitor in each submodule, the MMC-VSC generally has a
relatively high energy-storage capacity. During disturbances in AC systems, the energy-
storage capacity helps the DC voltage substantially remain constant, thus allowing a more
continuous and stable converter operation. Therefore, the dynamic performance of the MMC-
VSC is improved over conventional VSC- HVDC [4]. In the MMC-VSC topology, there is no
need for a DC-link capacitance. The MMC-VSC topology is capable of handling internal and
external faults more effectively than the other VSC topologies. For instance, a short circuit
between the two DC poles of the transmission line does not lead to a complete discharge of
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the capacitors. Other advantages of MMC-VSC for HVDC applications which are not
described here can be found in numerous research reports.
2.2 Working principle of MMC-VSC
The basic idea of the MMC-VSC is to create a controllable Voltage-Source which can
generate a nearly ideal sinusoidal voltage waveform at the AC terminals. The idea is realized
by the MMC topology approach in which a number of identical but individually switched
converter submodules are connected in series.
Figure 2.1a shows the three-phase MMC which has two arms (upper and lower arm) per
phase. Each arm is formed by n-identical submodules connected in series.
c)
a)
b) d)
Figure 2.1: Overview of the Modular-Multilevel Converter topology [5]
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D1
IGBT1
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The submodules in the MMC can either be two-level half-bridge submodules, each capable of
producing +V or zero voltage, or two-level full-bridge submodules, producing ±V or zero
voltage [4].
Figure 2.1b shows the basic structure of two-level half-bridge submodules. It consists of two
IGBT 1&2 and a capacitor. The control of the half-bridge submodules is implemented by
inserting or bypassing the capacitor. In this way, the voltage over the submodule can be at the
full module voltage equal the capacitor voltage (IGBT 1 = ON, IGBT 2 = OFF: the capacitor
is inserted) or at zero module voltage (IGBT 1 = OFF, IGBT 2 = ON: the capacitor is
bypassed) in both current directions.
The total voltage of the two converter arms in each phase unit equals the DC voltage. The
sum of the inserted submodules indexes in one phase accounted for both arms should be kept
equal to n in normal operation. In any switching operation to be executed, an insertion of a
submodule in one arm corresponds to a bypassing of a submodule in the other arm in the
same phase.
The desired sinusoidal voltage at the AC terminal can be achieved by adjusting the ratio of the
converter arm voltages in one phase unit. A typically implemented voltage waveform is
depicted in Figure 2.1c. In the picture, the DC voltage, upper-arm and lower-arm voltages in
one phase at a given time are denoted by red, green and blue arrows respectively.
The selection of the individual submodule within each phase to be bypassed or inserted is
done by an appropriate selection mechanism. The objective of the selection mechanism is to
distribute a uniform voltage across the individual submodule capacitor. At the same time, it
should stabilize the capacitor voltages in all submodules and simultaneously suppress second
harmonic current circulating between the converter phase legs.
In principle, a converter arm represents a controllable Voltage-Source in every converter arm,
allowing independent control of the three AC voltages and the DC voltage (see Figure 2.1d).
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3 MMV-VSC-HVDC modeling
Since the MMC-VSC has been introduced and applied in power systems, modeling the MMC-
VSC in HVDC applications has increasingly drawn the attention of researchers for different
types of study. Detailed MMC-VSC models include a very large number of switching
devices. The use of the detailed model is restricted only to component studies due to the high
computational burden because of the required small simulation time steps. Efforts have been
recently made in developing simplified models, which can lessen the high computational
burden but at the same time accurately reproducing the dynamic performance of the detailed
models. For the electromagnetic-transient (EMT) type simulations, averaged EMT models
were developed [11-13]. Reference [11] proposed an efficient time-varying Thévenin
equivalent for the converter part. An averaged EMT model was proposed in [13]. In
comparison to the detailed model, the averaged model is a hundred times faster for the same
simulation time step while the dynamic performance is still accurately reproduced. The
simulation time step is typically in the range of tens to hundreds of microseconds.
For a study focusing on slow dynamic stability phenomena and performance analysis of
MMC-VSC-HVDC systems within a large-scale AC network, the simulation using the
average EMT model is still quite time-consuming in the simulation time range of interest
(from tens of seconds to several minutes). There is a practical demand for a generic RMS
model of the MMC-VSC in these studies. To build the RMS model, proper simplifications
have been made to allow the model to work with larger simulation time while keeping
reasonable dynamic response accuracy. A generic RMS model (phasor model) of the
conventional VSC-HVDC system was introduced and used in several publications, including
[14-17] among others. The RMS model includes voltage-controlled sources on the AC side
and current-controlled sources on the DC side. The RMS model considers only the
fundamental-frequency-controlled voltage source on the AC side. The controlled current
source is derived using the power balance principle between AC and DC sides. For a MMC-
VSC-HVDC system, a simplified positive sequence RMS model was introduced in [18].
However, details of the RMS model are not provided.
In this chapter, a generic RMS model of a MMC-VSC-HVDC system, developed based on an
existing averaged EMT model, for transient stability analysis is described. The investigated
MMC-VSC station control employs a particular control structure with two separate AC and
DC control parts. The control structure differs from the well-known cascaded control structure
applied in conventional VSC-HVDC system. The proposed RMS model is similar to the
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existing RMS model for conventional VSC-HVDC systems. Some suitable modifications are
made in the control structure. The model representation and its control structure are discussed
in detail. A linearized model of the generic RMS model is also provided for analytical modal
analysis. The RMS model is then validated against the established averaged EMT model, and
the performance of the proposed RMS model is investigated in both the time- and frequency-
domains.
3.1 Averaged EMT model of MMC-VSC
3.1.1 Averaged EMT representation
The topology of the averaged EMT model of an MMC-VSC is shown in Figure 3.1. In the
averaged EMT model, the IGBTs are not explicitly modeled. Instead, they are represented by
six controllable voltage sources, two in series per each phase. Each Voltage-Source represents
the total controlled voltage across all submodules in each converter arm.
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Figure 3.1: MMC-VSC generic EMT model [10]
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Based on Figure 3.1, the total upper (denoted by u) and lower (denoted by l) arm voltages for
phase j (j = a, b, c) can be calculated using the equations:
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Assuming balanced voltages across all capacitors at any given time, the second harmonic
circulating currents are zero [13]. Therefore, the arm current in each phase can be expressed
as:
23
jDC
uj
iii += (3.3)
23
jDC
lj
iii -= (3.4)
By subtracting (3.1) from (3.2), the AC terminal voltage in phase j (j= a, b, c) can be
computed as follows:
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Substituting (3.5), (3.3) into (3.1) results in:
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The total lower arm voltage can be derived by applying the same approach on (3.5), (3.4) and
(3.2), which leads to:
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(3.8)
As can be seen from the above equations, the AC terminal voltage can be regulated through
the difference between the total upper and lower arm voltages, whereas the DC terminal
voltage can be controlled by regulating the sum of the total upper and lower arm voltages. The
control of the AC voltage and DC voltage can be implemented through Cjv  and *DCv ,
respectively.
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3.1.2 MMC-VSC control for EMT model
The control system of the VSC-HVDC system with two- or three- level converters mostly
employs vector-current control method in combination with pulse-width modulation (PWM)
control [20-21]. The control method offers high speed and independent controls of the active
and reactive powers and a capability of limiting the converter current during disturbances.
The control system using this control method has a cascaded control structure, including a fast
inner current control loop and slower outer controllers. The inner current control loop controls
the AC current using the current references supplied by outer controllers. In the outer
controllers, different control strategies for the active and reactive power controls are
implemented. The output of the inner current control loop is the reference voltage fed to the
converter level of the VSC control. This control system can be successfully applied for the
MMC-VSC-HVDC system [22]. In [12], a similar control system with additional submodule
capacitor voltage controller is also used.
This chapter introduces a different control structure applied for a practical MMC-VSC, whose
conceptual control structure is illustrated in Figure 3.2. This control structure has two control
modules generating the reference AC voltage part ( Cjv  by the AC control module) and
reference DC voltage part ( *DCv  by the DC control module). The reference voltages of the
converter arms are created according to (3.7) and (3.8). This control structure enables an
independent control of the AC and DC terminal voltages. Through the DC control module, the
ability to control the DC terminal voltage via high-value capacitor in each submodule of the
MMC-VSC is exploited.
In the AC control module, the vector-current control method is utilized. The module has a
cascaded control structure, including an inner current control loop and outer controllers. The
inner current control loop generates the reference AC voltage corresponding to the ordered
currents coming from the outer controllers. Here the control action is done in the synchronous
rotating frame attached to the terminal voltage (here voltage-oriented d-q frame) enabling
independent control of active and reactive power. The quadrature reference current is
formulated in the reactive power control. The direct reference current of the inner current
control is calculated from the output of the energy balance control instead of the active power
control, which is implemented in the other control module. The energy balance control is
employed to ensure a fast establishment of the energy balance over all submodule capacitors
during any electrical transient excursion. An integral characteristic is used inside the energy
balance control.
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Figure 3.2: MMC-VSC control scheme
In the DC control module, the active power control strategy of the MMC-VSC is
implemented via two control blocks, DC voltage control and DC power control. Several
control strategies can be applied, such as constant DC voltage control, constant DC power
control and voltage – power droop control strategies [23]. The energy balance control is also
included in this control module. The outputs of these three blocks are then combined to form
the input to the inner DC control. Here a proportional-integral (PI) function is then used to
derive the corresponding reference DC voltage. Note that, the modular capacitors are not
explicitly modeled. Instead, the dynamic behavior of the modular capacitor is included into
the control model of the total arm Voltage-Source through the DC control module.
To protect the MMC-VSC in case of a nearby three-phase short circuit at the AC terminal
against over-current, dynamic limiters as a function of AC terminal voltage are also
implemented on both control modules.
In the EMT simulation using this averaged model of MMC-VSC, the DC cables are
connected directly to the DC terminal of the MMC-VSC. To guarantee the accuracy of the
simulation result, a small simulation time step should be taken. Typical values are in the range
of 1 to 50 ms.
3  MMV-VSC-HVDC modeling 16
3.2 Generic RMS model of MMC-VSC
3.2.1 Generic RMS representation
The proposed transient stability model (so-called generic RMS model) representing the
behavior of an MMC-VSC for transient stability studies is depicted in Figure 3.3.
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Figure 3.3: MMC-VSC generic RMS model
The generic RMS model includes a phase reactor, controlled voltage and current sources. The
controlled sources represent the behavior of the MMC-VSC on the AC and the DC sides,
respectively. The RMS model considers only the fundamental frequency controlled Voltage-
Source on the AC side. The modeling using voltage and current sources is similar to the
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existing RMS model developed for conventional VSC-HVDC system. Differences lie in the
control structure incorporated into the controlled sources. The entire control system with a
separate DC control module cannot be directly incorporated into the controlled Voltage-
Source on the AC side. This is the case in the existing RMS model developed for
conventional VSC-HVDC system. Furthermore, the separate DC control module, whose
output is the reference DC voltage, cannot be directly included into the controlled current
source on the DC side. Suitable adaptations shall be considered at this point. This chapter
proposes such adaptations based on the power transfer from the DC to the AC side and
derived from power balance principle.
3.2.2 MMC-VSC control for RMS model
The interface of the generic RMS model with the interconnected AC system is described by
equation (3.5). The controlled voltage Cv  is the output of the AC control module in averaged
EMT model applied to the AC side of the generic RMS model. On the DC side, the control
module of the current source can be derived by using the principle of power balance between
the AC and DC sides.
In the averaged EMT model, at any time instant, the instantaneous power DCp  at  the  DC
terminal is the sum of the instantaneous AC active power at the AC terminal ACp , the
instantaneous powers resulting from derivative of energy of the phase reactors LCp  and the
module capacitors CONVp . Here the phase reactor losses and converter losses are neglected.
This relationship can be described using the following equation:
CONVLCACDC pppp ++= (3.9)
CONVp  results from the variation in time of the controlled DC voltage, which is the voltage
across the submodule capacitors. In steady state, this controlled DC voltage is equal to the DC
voltage at the terminal of the MMC-VSC. In the transient excursion, due to the control action
of the DC control module, the controlled DC voltage can be different from the terminal DC
voltage. In the averaged EMT model, the control strategy of the DC side is implemented via
the controlled DC voltage as a constituent component of the controlled arm voltages.
In the generic RMS model, the behavior of the MMC-VSC on the DC side is represented by a
controllable current source. The controlled DC voltage is absent in this model. Therefore,
CONVp  has to be estimated differently based on DC control module and the terminal DC
voltage. Some simplifications have to be made. In this work, CONVp is calculated by two
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power components ctrDCp  and
cap
DCp  as shown in Fig. 3.3. The first component
ctr
DCp  represents the
influence of the DC power control module on CONVp and is its main part. A PI controller
replaces the inner DC power control of the DC control module, so that the adapted DC power
control module outputs the power component ctrDCp  instead of the reference DC voltage. The
second component capDCp  gives the remaining (complementary) part of CONVp . This component
is estimated by the derivative of the squared DC terminal voltage.
Further assumption is made for the computation of LCp . This transient component results -
supposedly - only from the fluctuation of the AC power ACp  in the simulation using the EMT
model. So that LCp  is here estimated using the AC power. Consequently the sum of ACp  and
LCp , represented by
AC
DCp , can be estimated through only ACp . Now, the DC power can be
reformulated as follows:
ctr
DC
cap
DC
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DCDC pppp ++= (3.10)
The newly introduced power components (see Figure 3.3), which are moderately coupled to
the existing physical components, also include supplementary built-in transfer functions to
better tune the behavior to that of the EMT model. Table 3.1 summarizes the supplementary
transfer function for each power component.
Table 3.1: Components of the DC active power
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The proposed generic RMS model and its control structure resemble the existing control
structure of the averaged EMT model. Almost all control blocks (such as DC voltage control,
DC power control, reactive power control) are similar to that of the EMT model. The
controller settings of these control blocks in the EMT model can be used directly in the
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corresponding ones in the RMS model. Only the inner DC control part is substituted by the
tuned built-in transfer functions. Therefore, the following parameters (i.e. kW1, TW1, kW2, TW2,
T21, T22, kPDC, TPDC seen in Table 3.1) of the built-in transfer functions require a fine-tuning to
match the behavior to that of the EMT model. Any change at the inner DC control leads to a
need of retuning the parameter settings of the built-in transfer functions. Changing the control
strategies of active and reactive powers is the most common activity in investigating the
interaction between HVDC systems and AC systems. For this activity, the proposed structure
allows using directly the controller settings in the EMT model for the RMS model without re-
tuning other parameters.
It is important to note that to enable the proposed generic RMS model of the MMC-VSC for
HVDC applications running in the transient stability simulation, the DC circuit is modeled
and integrated as part of the DC control module of the dynamic model. A DC cable can be
modeled by a lumped simplified model comprising its resistance, and capacitances in a P-
circuit configuration.
Based on this generic RMS model, a linearized model of a MMC-VSC-HVDC system for
small-signal stability analysis is also developed. Detailed description for the linearized model
is given in the Appendix A.3.
3.3 Generic RMS model identification
To calibrate the parameters set for the proposed generic RMS model of the MMC-VSC, a test
network shown in Figure 3.4 was used. A point-to-point MMC-VSC-HVDC system connects
two 400kV power grids (each with short-circuit capacity Sk3p”= 43 GVA, R/X=0.1). The
MMC-VSC-HVDC system transmits 675MW (75%) from Grid 1 to Grid 2. The structure of
the two MMC-VSC stations is identical. In this study, the voltage-power droop control
strategy is applied at both MMC-VSC stations. The reactive power control is set in constant
power factor control mode.
Figure 3.4: Test network for parameter identification of the RMS model
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A 150 ms metallic three-phase short-circuit (3PSC) at the point of common coupling (PCC) of
the MMC-VSC 1 is simulated with both the averaged EMT and generic RMS models. With
the EMT model, the simulation is performed in EMT type simulation with the DC cables
modeled using distributed parameters. The simulation time step is 0.01 ms. The result of this
simulation is used as the reference for tuning the parameters of the generic RMS model in the
second simulation. In contrast to the EMT type simulation, DC cables in the RMS type
simulation are modeled as a lumped P model due to the integration into the RMS model. A
larger time step of 5 ms is used.
3.3.1 Parameter identification algorithm
The parameter identification problem can be defined as follows:
Minimize [ ]åò
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where OF is objective function. ref iDC,v ,
ref
iDC,p  are the resulted voltage and power of simulation
using the averaged EMT model at DC terminal of i-th VSC. iDC,v , DCip  are the resulted
voltage and power of simulation using the generic RMS model at DC terminal of i-th VSC.
21 , ww  are corresponding weighting factors. τ is the simulation period and vector x constitutes
the solution to the parameter identification problem, that is, the set of identified parameters
(gains and time constants in Table 3.1). Vectors xmin and xmax are given to define the search
space for the identified parameters. The constraint (3.11) imposes minimum and maximum
limits to the gains and time constants.
The parameter identification task was done using a heuristic optimization algorithm called
Mean-Variance Mapping Optimization (MVMO). The theoretical background of MVMO can
be found in [27-28]. The optimization method shares certain similarities to other heuristic
approaches. However, the MVMO operates on a single solution rather than a set of solutions
as in many heuristic algorithms. The internal searching space of all variables in MVMO is
restricted in [0, 1]. Hence, the real min/max boundaries of variables have to be normalized.
During the iteration it is not possible that any component of the solution vector violates the
corresponding boundaries. To achieve this goal, a special mapping function was developed.
The inputs of this function are the mean and the variance of the best solutions that the MVMO
has discovered so far. The most elegant property of the MVMO is its ability to search around
the local best-so-far solution with a small chance of being trapped into one of the local
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optimums. This feature is contributed to the strategy for handling the zero-variance [27]. The
flowchart of the MVMO algorithm is shown in Figure 3.5. Applications of the algorithm in
power systems are found in [29-30]. The MVMO algorithm is particularly suited for solving
the optimization problem here presented, because it shows excellent convergence behavior in
comparison to other heuristic methods, especially in terms of convergence speed [30].
Figure 3.5: Flowchart of the MVMO algorithm.
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3.4 Simulation results
The above-mentioned 150-ms 3PSC fault scenario applied in the test system is firstly
simulated with the MMC-VSC-HVDC system modeled by using the averaged EMT model.
The same fault scenario is carried out in RMS simulation using the generic RMS model with
the identified parameters from the previous step (The identified parameters can be found in
Appendix A.1). Figure 3.6 shows the simulated system responses to the above-mentioned
3PSC using the averaged EMT model and the generic RMS model. The figure includes the
DC and AC voltages as well as the active and reactive powers at both PCCs.
Figure 3.6: Comparison of simulation results of 150-ms 3PSC at PCC1.
As seen in the resulting plots, the generic RMS model provides a good approximation of the
fault when compared to the averaged EMT model. It should be noted that the control
parameters in the EMT model have not been tuned to the test system before this analysis.
Nevertheless, the identified generic RMS model is found to perform well and is able to
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satisfactorily capture the transient excursions of the AC and DC waveforms during transient
operation. The performance of the generic RMS model is more accurate in the post-fault
period rather than during the fault. The resulting waveforms at the converter on the fault side
are closer to the reference waveforms than at the healthy converter.
The generic RMS model with the identified parameters is also tested in other weaker test
networks with lower short circuit capabilities (20 GVA, 10 GVA and 5 GVA), and compared
with the reference EMT model with the same set-up. The transient performance of the generic
RMS model with the identified parameters again sufficiently follows the one seen from the
reference EMT model without retuning the parameters.
In the simulation with the generic RMS model, the model is iterated with the transient
stability solution algorithm. The simulation is done with different simulation time steps. The
results reveal that, a time step of 5 ms or less is required to ensure accurate performance of the
generic RMS model. A larger time step is inadequate to track the response of the inner PI
controller which has a relatively smaller time constant.
3.5 Dynamic performance of the generic RMS model of MMC-
VSC-HVDC system
The dynamic performance of the generic RMS model of MMC-VSC is investigated in this
section. The MMC-VSC, whose control parameters are identified in the previous section, is
employed in a point-to-point MMC-VSC-HVDC system interconnected to a typical high-
voltage transmission system. The analysis is done in both time domain and frequency domain.
The performance of the generic RMS model is compared with the performance of the EMT
model in the time domain analysis. For the frequency domain analysis, the eigenvalues
resulting from the linearized model of the MMC-VSC-HVDC system are verified in
comparison with the ones obtained using the Prony analysis of the resulting time domain
simulation.
3.5.1 Test network
The test system is shown in Figure 3.7. This is a 50 Hz system with five large generators
which are interconnected via long high-voltage transmission lines. The generators are
modeled by a detailed sixth-order model, and are equipped with speed governors, automatic
voltage regulators (AVR) and power system stabilizers (PSS). There are three load centers
LOAD7, LOAD9 and LOAD12 that are represented as constant impedances. A point-to-point
MMC-VSC-MTDC system is inserted between Bus 7 and Bus 9. Each converter station
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(VSC1, VSC2) consists of connecting transformers, phase reactors, and MMC-VSC. The five
generators are located in three different areas and supply power to three load centers via a
400-kV AC transmission system and the MMC-VSC-HVDC system. The red arrows roughly
denote the power flow directions in the investigated network.
The AC system is created by modifying the 10-bus-4-generator network used in [31]. The
load-flow parameters of the modeled generators, transformers, transmission line and loads can
be found in Figure 3.7. The dynamic parameters of the generator models and controllers
(GOV, AVR, and PSS) can be found in the Appendix A.2.
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Figure 3.7: Test network for RMS model validation
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3.5.2 Simulation results
To observe the dynamic performance of the generic RMS model under large disturbance
conditions, a 150-ms three-phase short circuit is applied at Bus 7 at simulation time 1 s. The
voltage magnitudes at Bus 7, Bus 9 and the speed deviations of generators G4 and G5 are
recorded. Simulations in time domain are performed for the case with the generic RMS model
and with the averaged EMT model. Figure 3.8 compares the simulation results of the two
models. The dynamic response of the generic RMS model is quite the same as the
performance of the averaged EMT model. They match each other especially within the first
five seconds after the fault clearance. Small differences are only noticed in the generator
speeds later on in the simulation time frame. The resulting speed signals possess low-
frequency oscillations in two cases slightly deviating in time from each other. This shows
that, the generic RMS model could not exactly represent the performance of the averaged
EMT model in the lower frequency range. A detail explanation can be achieved by the
analysis in the frequency domain.
Figure 3.8: Simulation result in time domains using averaged EMT and generic RMS
models
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In the frequency domain analysis, an analytical modal analysis is first performed using the
linearized model of the MMC-VSC-HVDC system described in the Appendix A.3. Modeling
of the AC system for this analysis is described in [31]. The analytical analysis reveals four
dominant low-frequency oscillatory modes, one local mode and three inter-area modes (global
modes). The local mode is the oscillation mode at 1.22 Hz, 4.8% damping ratio characterizing
the swinging of generator G3 against generator G4. One global mode is a weakly-damped
global oscillation mode between generator group G1/G2/G5 and generator group G3/G4 at
0.85 Hz, 4.9% damping. The other global modes, associated to 0.57 Hz, 8.8% damping and
0.23 Hz, 5.4% damping, are related to swinging of generator G5 against generator group
G1/G2/G3/G4.
Table 3.2: Eigen value analysis results
To validate the findings of the analytical modal analysis, Prony analysis is also utilized to
extract dominant oscillation modes from a given oscillatory response in time domain
simulation [32]. The speed signal of generator G4, which involves all four modes of interest,
is chosen for the Prony analysis. To minimize nonlinearities in the chosen speed signal, a
weaker disturbance, a 40-ms three-phase short circuit at Bus 7 is applied instead. Prony
analysis is carried out for both simulations with the generic RMS model and with the
averaged EMT model. The resulting eigenvalues of the four modes of interest are shown in
Table 3.2. The estimated oscillatory frequencies of each mode from the Prony analysis with
the generic RMS model are almost identical to the one resulting from the analytical analysis.
The dampings of mode 1&3 are slightly higher while the dampings of mode 2&4 are slightly
lower. The maximum deviation is less than 13% of the damping found by the analytical
model analysis. This small mismatch lies within the inaccuracy range due to the linearization
Mode
Analytical analysis
Linearized model
Prony analysis
RMS model
Prony analysis
EMT model
Freq.
(Hz)
Damp.
(%)
Freq.
(Hz)
Damp.
(%)
Freq.
(Hz)
Damp.
(%)
1 1.22 4.8 1.20 5.4 1.20 4.2
2 0.85 4.9 0.86 4.4 0.85 4.3
3 0.57 8.8 0.57 8.9 0.57 9.7
4 0.23 5.4 0.22 4.7 0.20 4.9
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process and the Prony analysis. Therefore, it is in good conformity with the linearized model
for the analytical model analysis.
The comparison of the results with generic RMS model and with the averaged EMT model
reveals that there is a moderate difference in the low-frequency oscillatory mode at 0.2 Hz.
This is the reason why there is a notable difference in the time domain simulation. There are
also small mismatches in the damping. The mismatch results in a small increase in damping
of one mode with slight reduction in the damping of other modes.
The generic RMS model is developed for transient stability analysis, such as AC-side faults
and set point changes, with a large time-step simulation. Thereby, the model can be used to
investigate dynamic influences of the MMC-VSC-HVDC system on interconnected large
power systems. The linearized model of the proposed RMS model is applicable for
investigating the MMC-VSC-HVDC for low-frequency electromechanical oscillation studies.
However, the proposed generic RMS model considers only the fundamental frequency
controlled Voltage-Source on the AC side. As a result, it is not intended for harmonic analysis
purposes. For this type of study, the detailed EMT model should be employed.
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4 Power oscillation damping controller
This chapter discusses the capability of MMC-VSC-MTDC systems equipped with POD
controllers in improving the damping of inter-area oscillations. POD controllers have been in
use in power systems for a long time. The most cost-effective POD solution is the use of the
Power System Stabilizer (PSS), which provide supplementary control actions through the
excitation systems of generators [33-35]. The POD control functions can be also integrated
into FACTS devices, such as Static Var Compensators (SVCs). The POD controller
introduces a supplementary signal to the voltage regulator loop [36-38]. The beneficial
impacts of POD controllers applied on classical HVDC systems based on thyristor technology
are reported in [39-40].
Recently, the VSC-based HVDC systems equipped with POD controllers have been reported
in several studies. Generally, they improve the damping of inter-area oscillations [41-44, 50-
52]. Different analysis methods have been used. In [43-44], the investigation has been done in
time-domain simulation. References [43-44] explored the capability of damping enhancement
using small-signal stability technique. In [43], a conventional approach of a PSS-based POD
design incorporating washout, phase lead-lag blocks, and gain is used. The investigation
focused on the selection of input signals for the POD controller. However, details about the
employed VSC-HVDC system model were not provided. Reference [44] proposed a modal
linear quadratic Gaussian (MLQG) controller as an example of an advanced POD controller,
which was applied to the active power channel of the VSC-HVDC system control. The
MLQG controller has demonstrated a greater robustness to varying operation conditions. In
this investigation, a simplified model of the VSC-HVDC system was used. The VSC-HVDC
system was modeled as coupled injection of active and reactive power including common
control scheme controllers and a simple DC line model. Reference [42] looked into another
POD controller design using Fuzzy logic technique to improve the oscillation damping by
increasing the deceleration energy of oscillations. In [51], a model predictive control (MPC)
scheme using relative frequency errors between generators is applied to damp the system
oscillations.
Most studies in literature deal with POD controllers equipped onto the active power
modulation channel of the VSC-HVDC system control. Further studies looked into the
capability of POD controllers equipped onto the reactive power modulation channel.
Reference [41] showed considerable contributions to damping of system oscillations through
the reactive power channel, whereas the investigation in reference [50] revealed some
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damping benefits achieved with the POD controller on the reactive power channel. The use of
the POD controller on both the modulation channels can also effectively damp system
oscillations as reported in [51, 52].
The thesis analyzes the damping support capability of a MMC-VSC-MTDC system equipped
with PSS-based POD controllers onto both the active and reactive power channels. The
analysis explores the damping benefits from various combinations in using the modulation
channels at different VSC stations as well as local and remote signals from wide area
measurement signals (WAMS). To maximize the POD controller performance, the geometric
approach for input/output selection and the MVMO parameter optimization method are
applied. The capability of MMC-VSC-MTDC systems in enhancing the damping of inter-area
oscillations is assessed on a typical high-voltage transmission test system. The study is carried
out using small-signal stability technique in which the MMC-VSC-MTDC system is
represented by a linearized model. Several influencing factors to the damping support
capability are as well studied, such as active power loading level, communication delay, and
sensitivity to random delay variation.
The chapter is structured as follows: sections 4.1 and 4.2 illustrate the linearized model of a
MMC-VSC-MTDC system and of the employed test system. This is followed by the
description of the PSS-based POD controller. In this section, the POD controller structure,
input/output selection method and the parameter optimization method are described. The test
network is introduced in section 4.3. In the final section, the performances of the POD
controllers are investigated considering various influencing aspects, such as voltage
characteristics of the system loads, active power loading level, communication delay and
sensitivity to the random delay variation.
4.1 Linearized model of an embedded MMC-VSC-MTDC power
system
The complete state-space representation of the entire system can be obtained by combining
the AC network and the state-space models of individual devices, such as MMC-VSC-MTDC
system, generators and their controllers. The linearized model of the MMC-VSC-MTDC
system described in (3.26) is represented as a current source. In this study, synchronous
generators including AVR and GOV are modeled in the same form as derived following the
description in [31]. Therefore, the state equation for a MMC-VSC-MTDC system and
synchronous generators in the system may be combined into the form:
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where x is the state vector of the complete system; i is the current injection into the network
from the devices; v is the vector of the system bus voltage; AD and CD are the block diagonal
matrices composed of Ai and Ci associated with individual generators and MMC-VSC-MTDC
systems.
In this work, the AC network is represented by the node equation with the admittance matrix
YN:
vYi D=D N (4.2)
Substituting equation (4.2) in Equation (4.1) yields the overall system state equation:
AxxCDYBAx =-+= ))(( D-1DNDD& (4.3)
where A is the state matrix of the complete system give by:
D
-1
DNDD )( CDYBAA -+= (4.4)
4.2 POD controller for a MMC-VSC-MTDC system
In this study, the PSS-based POD controller is employed. This controller includes a washout
block, a gain block and lead-lag blocks as shown in Figure 4.1. The washout block is to make
sure that the controller has no interference in the steady-state operation but only works in the
dynamic state.
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Figure 4.1: PSS-based POD controller for a MMC-VSC-MTDC system
As MMC-VSC-MTDC systems are often designed for the main power flow corridors of
power systems as backbone transmission lines or inter-area connections, the MMC-VSC
controls significantly influence the main power flows. Any critical inter-area oscillations
across or associated to the main power corridors can be manipulated through MMC-VSC
control by POD controllers. Thanks to the capability of MMC-VSC in controlling
independently real and reactive powers, POD controllers can be implemented on both active
and reactive power modulation channels (P and Q channels). When MMC-VSC-MTDC
systems are built and work as the backbone transmission lines, critical inter-area oscillations
can also be sufficiently observed from their VSC stations. The local measurements at MMC-
VSC stations provide local signals such as voltage phase angles at the MMC-VSC station AC
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terminals, active powers, or currents on the adjacent lines. They can be used as the local input
for the POD controller. The observability of the inter-area oscillations can be improved with
measurements from remote parts of the power system. Recent developments of wide-area
measurement systems have made it feasible to use remote signals as inputs for the POD
controller. However, using remote signals also poses a new challenge as time delays, caused
by the use of communication networks for transmitting remote signals. The time delay ranges
typically from tens to several hundreds of milliseconds, depending on distance,
communication network, and transmission protocol [47]. The time delay is an important
aspect and should be incorporated into any power system analysis. In this analysis, delays of
remote signals used at POD controllers are modeled as first-order Padé approximations [48].
The capability of POD controllers in improving system oscillation damping depends on many
influencing factors: locations, input/output signals and setting parameters of the POD
controller are among the most important. Whereas the location is mainly related to the
controllability of inter-area modes, the selected input signals are associated to the
observability of inter-area modes. Location here means the modulation channels of the MMC-
VSC station in which the POD controller is incorporated. Methods for input and location
selection as well as parameter optimization are essential aspects of this investigation and are
hence described in the next section.
4.2.1 Input/output selection algorithm
For input/output signal selection, two different approaches have been used: the geometric and
the residue approaches. The analysis in [45] showed that the geometric approach was more
reliable than the residue approach. In this work, the geometric approach is used. Using this
approach, a joint controllability/observability measure will be defined according to the
geometric measures of the controllability and observability coupled with each mode.
Let us consider a power system in which a POD controller is to be applied. The linearized
model of the entire system is described by:
î
í
ì
=
+=
Cxy
BuAxx&
(4.5)
where x is the state vector; y is the output vector; u is the input vector; A, B, C are the state,
input, and output matrices, respectively. Let the eigenvalues λi, i = 1, 2,…, n, of A assumed to
be distinct.
Let ei and fi be, respectively, the right and left eigenvectors associated with the distinct
eigenvalue λi, i.e., Aei = λiei, fi*A = λifi* where fi* is the conjugate transpose of fi and the pairs
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(ei, fi*) have been scaled so that fi*ei = 1. The right and left eigenvectors ei and fi are
orthogonal and normalized.
The controllability and observability measures mci and moi associated with i-th mode following
the geometric approach are deﬁned, respectively, as follows [46]:
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where bk is the k-th column of B; cl is the l-th row of C; the superscript T denotes the
transposition; |z| and ||z|| are respectively, the modulus and the Euclidian norm of z; θ(fi, bk) is
the acute angle between the input vector bk and the left eigenvector fi, θ(clT, ei) is the acute
angle between the output vector cl and the right eigenvector ei.
Using the afore-mentioned controllability measure mci and observability measure moi the joint
controllability/observability measure of the i-th mode is defined as:
(l)(k)l)(k, oicicoi mmm ×= (4.8)
4.2.2 Parameter optimization
For a PSS-based POD controller, it is important to have parameter settings tuned so that the
maximum damping capability is achieved. The parameter optimization problem can be
defined as follows:
  Minimize { }n1,...,i:)1(maxOF i =-= z
subject to maxmin xxx ££ (4.9)
where OF is objective function. 2i
2
iii / w+-= ssx  is the relative damping of mode
iii jwsl +=  and vector x constitutes the solution to the problem, that is, the set of POD
controller parameters (gains and time constants). Vectors xmin and xmax are given to define the
search space for the optimal parameters. The constraint (4.9) imposes minimum and
maximum limits to the gains and time constants.
The parameter optimization task is done using a heuristic optimization algorithm called
Mean-Variance Mapping Optimization (MVMO) described in Section 3.5.1.
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4.3 Test system
The AC test system used in the previous chapter is used once again in the present chapter. A
three-terminal MMC-VSC-MTDC system is inserted between Bus 7, Bus 9 and Bus 13. In the
test system without the VSC-MTDC system, the five generators located in three areas supply
power to three load centers via a 400-kV double-circuit AC transmission lines between Bus 7
and Bus 9.
W
W
Figure 4.2: Test network for the POD analysis.
The power demands at LOAD7 and LOAD9 are partly covered by the generator G5 through a
very long AC transmission link. With the presence of the VSC-MTDC system, the power
loading of the AC double circuit transmission lines is reduced from 1130 MW down to 440
MW. The introduced VSC-MTDC system makes it possible to transfer power directly from
the generating center at G5 to the load center LOAD9. More economical load-flow dispatches
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are facilitated to reduce the transmission losses. In terms of stability, the VSC-MTDC system
operated in parallel with the two main AC power transmission corridors can potentially
strengthen the dynamic stability of the whole system. The power flow results with and
without VSC-MTDC system can be found in Figure 4.2.
4.3.1 Modal analysis
Small-signal analysis of the test system with and without MMC-VSC-MTDC system reveals
some interesting low frequency oscillation modes (see Table 4.1).
Table 4.1: Eigenvalue analysis results without POD controller
Mode
Eigenvalue analysis result
Oscillating generator
group
No HVDC With HVDC
Freq.
(Hz)
Damp.
(%)
Freq.
(Hz)
Damp.
(%)
1 1.15 +4.8 1.14 +4.9 G3 vs. G4
2 0.80 -0.6 0.89 +5.4 G1/G2/G5 vs. G3/G4
3 0.59 +16.6 0.58 +2.6 G5 vs. G1/G2/G3/G4
4 0.21 +5.3 0.21 +14.1 G5 vs. G1/G2/G3/G4
The test system without VSC-MTDC system contains mode with oscillatory instability at 0.8
Hz. The instability is caused by the inter-area oscillation between generator group G1/G2 and
generator group G3/G4. There is also one weakly damped mode at 1.15 Hz relating to the
local oscillation between G3 and G4. With MMC-VSC-MTDC system, the system stability is
improved and the whole system becomes more stable. The oscillatory instability at 0.8 Hz is
eliminated by the control action of the VSC-MTDC system. However, the weakly damped
inter-area oscillations are still present in the test networks. The analysis reveals three weakly
damped oscillation modes (two inter-area modes and one local mode). The first oscillation
mode at 1.14 Hz is a local mode characterizing the swinging of G3 against G4. The second
mode is a weakly damped global oscillation mode between generator group G1/G2 and
generator group G3/G4 at 0.89 Hz. The third and fourth modes, the global modes associating
at 0.58 Hz and 0.21 Hz, respectively, represent the swinging of G5 against G1, G2, G3 and
G4. The damping related to the third mode is very low. The weakly damped inter-area
oscillation problem in the test networks will be mitigated by POD controllers included in the
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MMC-VSC-MTDC control. For each weakly damped inter-area oscillation mode, one PSS-
based POD controller will be incorporated. The input, output (location) of each POD
controller will be determined by the analysis in the next section.
4.3.2 POD input/output selection
At first, a controllability/observability analysis is carried out. For the input selection, voltage
phase angles of buses 5 to 13 (B5,…, B13) are considered. The voltage angles of buses 7, 9
and 13 (B7, B9 and B13) are considered as local signals. The other signals are considered as
global signals. For output selection, modulation channels (P and Q channels) and VSC
stations (1, 2, and 3) are considered. The geometric approach is applied to calculate the
controllability/observability measures for input/location selection. Figure 4.3 and Figure 4.4
show controllability and observability measure results, in which different colors are used to
denote mode-corresponding measures. It can be seen that, the first mode (local mode) can be
best observed at bus 10 and best controlled at VSC 2 on both modulation channels. The
second mode (inter-area mode) can be best observed at bus 6 and best controlled at VSC 1 on
both modulation channels. The third oscillation mode (inter-area mode) can be best observed
at bus 11 and best controlled at VSC 3 on P channel or at VSC2 on Q channel. It is important
to mention that a numerical comparison of controllability measures between POD on P and Q
channels is not possible.
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Figure 4.3: Observability measure results
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Figure 4.4: Controllability measure results (x10-4)
The joint controllability/observability measures of several best combinations of input/output
concerning the local/global input and modulation channels are given in Figure 4.5. Detailed
descriptions of the best combinations (POD options) are given in Table 4.2. In this table, two
more combinations, which include POD controller on both modulation channels at the same
time using best local and best global inputs, are added for further analysis and comparison.
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Figure 4.5: Joint Controllability/Observability measure results (x10-4): BEST-L and BEST-
G are the best combination of input/output using local and global bus angle
inputs, respectively, described in Table 4.2
4  Power oscillation damping controller 38
Table 4.2: The best input-output combination for POD controller by applying the
geometric approach
POD option
Best input/output combination
Mode 1 Mode 2 Mode 3
Channel-
VSC
Bus
angle
Channel-
VSC
Bus
angle
Channel-
VSC
Bus
angle
P-BEST-L
Best local P-VSC2 B9 P-VSC1 B7 P-VSC2 B9
Q-BEST-L
Best local Q-VSC2 B9 Q-VSC1 B7 Q-VSC2 B9
P-BEST-G
Best global P-VSC2 B10 P-VSC1 B6 P-VSC3 B11
Q-BEST-G
Best global Q-VSC2 B10 Q-VSC1 B6 Q-VSC2 B11
PQ-BEST-L
Best local Q-VSC2 B9 P-VSC1 B7 P-VSC2 B9
PQ-BEST-G
Best global Q-VSC2 B10 P-VSC1 B6 P-VSC3 B11
4.4 Damping support capability of MMC-VSC-MTDC systems
equipped with POD controllers
For each POD option listed in Table 4.2, the suggested POD controllers are implemented. The
parameters of the POD controllers are then optimized using the method describes in section
4.2.2 to obtain the best damping support to the system. The setting parameters for the optimal
POD options can be found in the Appendix A.3. The modal analysis results are given in
Figure 4.6. Significant damping is achieved with all chosen POD options. The results also
confirm the effectiveness of the geometric approach to calculate the
controllability/observability measures for input/location selection.
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Figure 4.6: Modal analysis results of different POD options
Time domain simulations of these cases were performed to confirm the results of the modal
analyses.  In these tests, a 40-ms three-phase fault was applied at bus 9 with the objective of
exciting all the system modes. The simulation results are plotted in Figure 4.7.
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Figure 4.7: Time domain simulation results of different POD options
It is evident from the simulation results that the POD options are able to significantly
contribute to damping the oscillation modes when operating on either the active or the
reactive power modulation channels. The results also indicate possibilities to combine POD
controllers on both channels at the same time. These combinations can bring uniform
solutions to add evenly damping to all three oscillation modes.
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4.4.1 Effect of system load characteristics
The simulation results show that the contribution from the POD controller on Q channel to the
damping of the first two modes is better than the POD controller on P channel. The
observation can be explained by the location of MMC-VSC MTDC system and the
characteristic of the system loads. In this study, VSC 1 and 2 are located close to the large
load centers LOAD07, LOAD09 that are characterized by a quadratic relationship with
voltage (modeled as constant impedance load, const. Z). Therefore, control actions of VSC 1
and 2 through Q channel have great influences on modulating the system loads (here means
the influence on the active and reactive powers drawn by the system loads). The capability in
modulating the system loads at the VSC station through an appropriately tuned POD
controller on Q channel is the decisive factor for damping support to inter-area modes. This
observation is compatible with the findings in [49].
To investigate the effect of the load characteristics on the damping support capability of the
POD controller, the load model will be changed to the constant current model (const. I) and
the constant active/reactive power model (const. PQ). With these load models, the
controllability measures of the best option for each mode are shown in Figure 4.8. As Figure
4.8 shows, the controllability of the POD controller on Q channel decreases with the reduction
of the voltage-dependent level of the system loads. In contrast to the POD option on Q
channel, the controllability of the POD option on P channel either reduces slightly or
increases when the voltage-dependency of the system load decreases.
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Figure 4.8: Effect of load characteristic on controllability measures of POD controllers on
P and Q channels of VSC2 (x10-4)
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4.4.2 Effect of using global signals
As Figure 4.6 shows, the POD options using global signals provide more damping to
oscillation modes 1 and 2 than the options using local signals. This fact comes from the better
observability of the modes in the global signals in comparison to the one in local signals.
However, the damping improvement in mode 3 is lower. This phenomenon originates from
the fact that the inputs and outputs of the POD controllers for modes 1 and 2 (M1-POD and
M2-POD) also possess considerable observability and controllability, respectively, to mode 3.
Therefore, the POD controllers can also influence the damping of the oscillation mode 3 while
providing significant damping to the modes 1 and 2. Particularly in this case they moderately
reduce the damping provided by the third POD controller to the mode 3.
The optimal setting parameters for the POD options using global signals shown in Figure 4.6
are not always the optimal setting for all three modes individually. In practice, a compromise
option is to ensure that the most damping is provided to the lowest damping mode, as defined
in the objective function of the optimization problem. However, the use of global signals
enables to provide more damping to oscillation modes which cannot be locally well observed
and controlled.
4.4.3 Effect of communication delay
The use of global signals from wide area measurements is shown as enabling a better damping
contribution as a whole. However, these remote signals are often associated with delays
initiated by the use of communication systems. The delays reduce the observability of the
global signal to the system oscillations. As Figure 4.9 shows, the higher the delay is, the lower
the observability is. To assure the POD controller performance, the adverse effect due to
signal delays should be mitigated. In this study, the undesired effect caused by signal delays
will be compensated through a parameter optimization step. To examine the damping support
capability when considering delays evenly added to the input signals, the analysis of the POD
options using the best global signals on both P and Q channels (PQ-BEST-G) is repeated. The
simulation results are shown in Figure 4.10. It can be seen from the simulation results that
POD controller with suitably-tuned parameters keeps providing good performance at a
constant communication delay.
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Figure 4.9: Effect of communication time delay to observability of bus angle input
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Figure 4.10: Effect of communication time delay to damping support capability of MMC-
VSC-MTDC system
In fact, the communication delay varies randomly. A logical extension would be to test the
time variation on the performance of the tuned POD controller. The tuned POD option PQ-
BEST-G associated with 500-ms delay is further investigated considering random variations
of communication time. Figure 4.11 shows the resulting relative damping of the three
investigated modes as the function of the communication delay variation. For the mode 1 and
3, positive random variations of the considered 500-ms delay reduce the damping’s while
negative random variations of the considered delay increase the dampings. However, for the
mode 2, any random variation of the considered 500-ms delay results in a reduction of the
oscillation damping. To clarify the phenomenon, let us take a close look into the tuned POD
option PQ-BEST-G associated with the 500-ms delay. The tuned POD parameters are optimal
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for proving the maximum damping contribution for the mode 2. Consequently, any additional
phase shift due to random variations of the delay will lead to reductions of the dampings of
this mode. For the mode 1 and 3, the tuned POD parameters results in considerable damping
contributions, but are not the optimal ones. For that reason, random variations of the delay can
either improve or decrease the damping.
This study observed that proper damping to oscillations can be achieved when the random
variations are between -60 ms and 150 ms. The damping to mode 2 drops dramatically if the
actual communication delay deviates negatively more than 60 ms from the considered delay
(500 ms).
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Figure 4.11: Effect of random deviation of communication time delay to damping support
capability of MMC-VSC-MTDC system
4.4.4 Effect of active power loading levels
Thus far, the limitation of MMC-VSC modulation capability has not been mentioned. The
simulation results shown in Figure 4.7 are achieved with the consideration of 75% active
power loading at VSC 2. To assess the effect of loading level to the effectiveness of POD
options, the power rating of VSC 2 is reduced so that the loading level increases to 95% with
the same MW loading of VSC2. By doing this, the power flow stays unchanged. Time domain
simulations of two POD options: P-BEST-G and Q-BEST-G are carried out once more and
the results are plotted in Figure 4.12. It can be observed in Figure 4.12a that due to the limited
availability of modulation capability (about 5% on P channel in the high loading case), the
effectiveness of POD controller on P channel decreases. Hence, the power system oscillation
in the high VSC-loading case lasts longer than in the lower VSC-loading case. In contrast to
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the P-BEST-G option, the damping effectiveness of Q-BEST-G option in the two VSC-
loading cases stays unchanged (see Figure 4.12b). It can be explained by the available
modulation capability on Q channel as high as 30% even in case of 95% loading on P
channel. The investigation here highlights an advantage of applying the POD controller on Q
channel in case of high loading levels on the P channel.
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Figure 4.12: Effect of active power VSC-loading on damping support capability of POD
equipped on: a) active power channel (P-BEST-G option) b) reactive power
channel (Q-BEST-G option)
4.5 Summary
The simulation results presented in this chapter reveal the considerable capability to
incorporate the POD controller into both channels of the MMC-VSC-MTDC system to
enhance damping of inter-area oscillations. The damping capability on Q channel is observed
to possess a greater potential to improve the damping of inter-area oscillations in several
circumstances, such as when the system loads are excessively sensitive to voltage; or when
the VSC station is located near load centers. However, the damping capability on Q channel
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reduces with reduction of the voltage-dependent level of the system loads. This is not the case
for the damping support capability of the POD option on P channel. When the P channel is
loaded near to its maximum, the POD controller on the Q channel can be more effective than
the one on the P channel. Furthermore, the use of global inputs has been investigated with the
consideration of communication delay. The applied optimization method ensures good
performances of the POD controller including global inputs with various communication
delays.
Based on the results obtained from the simulations and analyses done in the present chapter, it
is recommended to study the damping capacity of both the modulation channels with
consideration of the influencing factors such as voltage characteristics of the system loads,
active power loading level, communication delay and sensitivity to the random delay variation
to identify the best installation of POD controller for VSC-MTDC systems.
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5 Primary frequency support controller
This chapter discusses the capability of the VSC-MTDC system equipped with frequency
controllers in supporting the primary frequency control of the AC interconnected systems.
The frequency controller has been utilized in several thyristor-based HVDC systems [53-55].
The use of a frequency controller has offered a number of advantages, such as improving the
generator stability [53] and enabling isolated operation [55].
The frequency control feature of VSC-HVDC systems has been the focus of several studies
[56–61]. The investigation for the point-to-point connections between two asynchronous areas
was discussed in [56–68]. In [56], the frequency controller was found to provide frequency
support between the grids, and thus increase significantly the power transit capability between
the two grids. Reference [57] explored the utilization of a VSC–HVDC system as the main
provider for frequency regulation to an AC network with high penetration of renewable (e.g.
wind), and nuclear generation. Reference [58] looked into the frequency support of a VSC–
HVDC-supplied industrial system with onsite generation. The analysis also focused on the
frequency control cooperation between the VSC–HVDC connection and the onsite generator.
Different frequency-control strategies for VSC station control have been investigated.
Reference [59] has investigated the frequency control support of a VSC-HVDC link operated
in parallel with an existing HVAC link between two interconnected areas. With properly
tuned gains of the applied frequency controller, the VSC-HVDC connection has been reported
to provide an adequate power exchange, and thus reduce frequency deviations in the tested
system.
Research results on the possibility of exchanging primary reserves between asynchronous AC
grids connected through a MTDC system for supporting frequency control have been reported
in [60-61]. Reference [60] proposed a control scheme which involved all AC grids connected
to the DC grid in frequency support at the point of common coupling. The control scheme
combined a frequency droop control of AC grids with that of the DC voltage droop control in
the DC grid. Simulation results of this study on a four-terminal HVDC system have shown the
robust performance of the proposed control method during frequency variations in different
terminals. Reference [61] presented two different control schemes with communication and
without communication (relying on the physical quantities in the DC grid). The frequency
controller regulated the power injection at each VSC station as a function of either the
frequency deviation in all asynchronous areas or only the local frequency. The simulation
results show that the primary reserve can be shared as in an AC network.
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Most studies in literature deal with primary frequency control of asynchronous areas
interconnected via VSC-HVDC systems equipped with frequency controllers. There is not
much work performed on VSC-MTDC systems embedded in a synchronous area and
operating in parallel with HVAC connections to interconnect the synchronous areas. As part
of an integrated transmission corridor, VSC-MTDC systems should take part in helping the
exchange of primary reserves between synchronous areas as a result of primary frequency
control actions. With the frequency not being sensed in the VSC control, the VSC-MTDC
system will not provide any additional active power support, which might drive some heavily-
loaded HVAC lines to exceed thermal limits or lead to system instability. By means of
frequency controllers augmented to the VSC control, the VSC-MTDC system can actively
take part into this task.
In this chapter, a novel frequency controller which enables the embedded VSC-MTDC system
to involve itself effectively in the primary frequency control is proposed. A feed-forward
control technique is applied to build up the transient component of the proposed controller by
using the inversion of a simplified power-frequency characteristic of the power system. The
frequency controller gain defines the primary reserve exchanged power through the VSC-
MTDC system according to the residual transferable margin of the parallel HVAC lines. In
this chapter, a method to determine the frequency controller gain employing the dynamic
characteristic of the VSC-MTDC system and the power-frequency characteristic of the AC
system is also described. The proposed frequency controller is hereby named primary
frequency support (PFS) controller in this thesis.
The chapter is structured as follows: section 5.1 deals with the power and voltage controls in a
VSC-MTDC system. This is followed by section 5.2 which discusses the exchanged power
between areas of an AC power system. The proposed frequency controller is described in
section 5.3 and a test network is introduced in section 5.4. Finally in the section 5.5, the
performance of the proposed frequency controller is investigated.
5.1 Dynamic response of MTDC systems following power
reference change
In a DC grid, the active power controls of VSC stations in VSC-MTDC systems are
responsibility to maintain the DC voltage and the active power exchanges with interconnected
AC power systems. The active power controls continuous operating equilibrium in the DC
grid with well-defined operating points for all converter stations. It should also enable to
establish a new equilibrium following a stable transition under small load or topology
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changes, following large disturbances. Therefore, active power control in one converter
station has to work in coordination with those in other converter stations within a DC grid.
Several control strategies can be applied, such as constant DC voltage control, constant DC
power control and voltage – power droop control strategies [23].
The afore-mentioned active power control strategy can be formulated as follows:
)( ref iDC,iDC,iVP,
ref
iDC,iDC, ppkvv -=- (5.1)
where iDC,v , iDC,p ,
ref
iDC,v  and
ref
iDC,p are the DC voltage and DC power signals and their
corresponding reference values in the i-th converter station. kVP,i is the voltage–power gain.
kVP,i = 0: implies constant DC voltage control, and kVP,i = ∞: constant DC power control. All
variables and parameters are in a per unit in basic of the base voltage baseDCV  and the base power
base
DCP of the DC grid.
Assume now that in the z-th converter station a small change ref zDC,pD of the reference power is
applied. The z-th converter station is here named the exciting SVC and the other converter
stations (where no reference power is applied) are here named the following VSC. After the
transient process has ended, the system moves to a new quasi-stationary operating point,
signified by “qs”. The resulting relationship between the DC voltage and power at the exciting
VSC and the following VSCs can be expressed in the following form:
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where S is the number of the VSC stations in the DC grid.
The above equation can be rewritten as:
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where ref iDC,
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iDC, vvv -=D  with i =[1,S].
Summing all S stations leads to:
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Neglecting the losses in the DC grid, we have for the sum of DC powers and DC voltage
deviation across all stations:
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Substituting (5.5) into (5.4) gives:
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The power in the i-th VSC station with i ¹ z in response can be calculated by substituting
(5.6) into (5.3) as follows:
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As shown in (5.7), the power deviation in the following VSCs is proportional to the droop of
the voltage-power characteristic. If a VSC uses constant DC power control strategy, then it
has no sensitivity for the step change from other terminals in the DC grids. If a VSC employs
constant DC voltage control strategy (slack VSC), it will mobilize additional power to cover
all requested additional power from other converter stations.
The power ref zDC,
qs
zDC,
qs
zDC, ppp -=D at the exciting VSC (z-th VSC) can be calculated by
replacing (5.6) into (5.3) as follows:
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where zVSC,k  is defined as power-response factor of the exciting VSC:
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The power-response factor zVSC,k  lies within [0, 1]. zVSC,k  is equal to 1 only if there is a slack
VSC among the following VSCs. Equation (5.8) shows that, the actual response power of the
exciting VSC can be smaller than its desired reference power change.
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5.2 Exchanged powers between areas in AC grids in primary
frequency control
Consider an AC grid in which N areas are interconnected to each other. From a steady-state
operation point, assume a generation outage with the value PZG occurs in z-th area (here noted
as the outage area). After the outage, each i-th area (i = 1,..,N) is characterized by available
generating power PG,i, load PL,i, droop characteristic of primary frequency control RP,i and a
frequency-dependent load droop RL,i (The power losses are here neglected). The generation
droop RP,i and load droop RL,i are in a per unit in basic of the fundamental frequency f0 and the
available generating power PG,i.
The frequency droop iN,R  of the i-th area can be formulated as:
L,iP,iN,i
111
RRR
+= (5.10)
Hence, the grid-frequency droop NR  of the whole grid is given as:
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Based on the grid-frequency droop, the steady-state frequency deviation SfD  can be
calculated as [31, 62]:
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The exchanged power of the i-th area (i¹z) into the other areas is determined as follows:
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The expression for the exchanged power zEX,PD  of the outage area z into other areas is given
by:
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where, zEX,K  is the power-exchange factor of the outage area (MW/Hz):
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According to the current practice, the exchanged power between areas is transferred
automatically only through the AC transmission lines. With a supplementary frequency
controller, VSC-MTDC systems will also share this duty with the parallel AC transmission
lines. The proposed frequency controller equipped to the VSC-MTDC system control will be
described in the next section.
5.3 Primary frequency support controller in VSC-MTDC-
embedded network
In this section, the proposed PFS controller to incorporate a VSC-MTDC system operated in
parallel with HVAC tie lines into an overall primary frequency control will be described. The
proposed PFS controller uses the frequency deviation as input. The controller structure
comprises a dead-band element, a static gain and a transient component (see Figure 5.1). The
static gain defines the primary reserve power exchanged through the VSC-MTDC system
according to the residual transferable margin of the parallel HVAC lines. The transient
component (described by the transfer function GPFS(s)) is derived by inversing the simplified
power-frequency characteristic of the VSC-MTDC-embedded system.
PFSKfD
Deadband
max
min PFS
P
)(PFS sG
Static gain Transient component
*
Activation
signal
Figure 5.1: Schematic structure of the proposed PFS controller
5.3.1 PFS gain determination
From the power-frequency characteristic analysis in section 5.3, the exchanged power of the
outage area can be estimated using (5.14). The exchanged power to the outage area is
assumed to be done through both MTDC connection and parallel AC transmission lines. The
additional transferred power through MTDC system can be determined according to residual
transferable margins of the AC lines. If the pre-outage loading of the AC line is close to its
transmission limit, the residual transferable margin is low. Then, the MTDC system should
exchange more power. According to the residual transferable margin of the parallel AC lines,
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the power exchanged through VSC-MTDC system at the exciting VSC can be defined by a
participation factor DCa  of the total exchanged power. (The value of the introduced
participation factor ranges between zero, i.e. no power, and one, i.e. all the additional power).
When a sudden power imbalance due to an outage in the z-th area is detected, the PFS
controller equipped to the z-th VSC station is activated. The controller adds a reference
change ref zDC,pD (controller output) to the z-th VSC station control. The dynamic characteristic
analysis of the VSC-MTDC system in section 5.1 provides the actual power response at this
VSC station, given by (5.8), due to a reference change ref zDC,pD . Linking these two relationships
described by (5.8) and (5.14), the gain of the PFS controller can be expressed as:
PFS0DC
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zEX,
DCPFS Kk
K
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The additional power transferred into the outage area through the exciting VSC station is
mobilized from the other AC areas through the interconnected VSC stations. It is reasonable
to presume that the power response at the following VSC station is proportional to the
additional power exchange generated in the corresponding interconnected AC area. With this
assumption, the power exchange can be directly transmitted to the outage area via the MTDC
system, without causing extra power circulating through the AC transmission lines.
The power response at the following i-th VSC station is defined by (5.7) while the additional
power exchange generated by the corresponding i-th interconnected AC area is defined by
(5.13). Connecting these two relationships gives the proposed settings so that the voltage-
power droops fulfill the primary frequency control objective:
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The proposed droop setting is therefore expressed as follows:
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5.3.2 Transient component
The proposed PFS controller uses the system frequency to sense the generation outage. In
fact, the quasi-steady-state frequency deviation reflects the amount of the power outage.
Nevertheless, the frequency excursions following generation outages may include a large
frequency deviation occurring right after the outage incident. This frequency deviation can be
much larger than the quasi-steady-state frequency deviation, which is the reference for
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determining the gain in the previous section. Consequently, during the transient process, the
frequency support controller may mobilize more exchanged power through MTDC system
than scheduled. This surplus in power then circulates through the AC transmission lines and
this could lead to prolonging power oscillation on the AC transmission system. To avoid this
undesired effect due to transient frequency input on the system, a feed-forward control
technique is applied. The feed-forward control is known as an effective way to reject
controlled system disturbances [63-64]. This technique has been considered for load-
frequency control in deregulated power system under high stress conditions [65]. Using this
control technique, the disturbances are measured and can be compensated or minimized
before they can influence the system.
Applying the feed-forward control technique, a new transient component is included the
proposed PFS controller. The transient component is derived from the power-frequency
model of the embedded VSC-MTDC grids.
In a embedded VSC-MTDC grid, the control action of the VSC-MTDC system control is
much faster than the dynamic response of the AC grid in the primary frequency control such
that the desired power exchanges with AC grid are quickly achieved. Neglecting the power
losses in the VSC-MTDC system, the sum of the power exchange from the VSC-MTDC
system to the AC power system is zero. The dynamic behavior of the embedded VSC-MTDC
system can therefore be neglected in the estimation of the frequency/generation outage
transfer function. The embedded VSC-MTDC grid for primary frequency control study can be
simplified as shown in Figure 5.2
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Figure 5.2: Simplified power-frequency model of embedded VSC-MTDC grid
In this simplified model, only the power-frequency characteristic of the AC grid is considered.
In this model, RL is the frequency-dependent load droop, which represents the frequency
sensitive load change. RP, TP represents the characteristic for the primary control of the
generation units. RP and RL are in a per unit in basic of the fundamental frequency f0 and the
total generation power P0. TAN stands for the overall inertia constant of the AC grid. The
losses in the AC grid are also neglected in this simplified model.
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The transfer function of the frequency deviation ∆f against the generation deviation ∆PZ is
then given as:
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where, RN is the grid-frequency droop defined as:
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According to the feed-forward controller, the design formula of the transient component of
the PFS controller is then:
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This transient component is included to compensate the transient excursion of the frequency,
which reflects the power-frequency characteristics of the embedded VSC-MTDC grid, within
the proposed PFS controller. Figure 5.3 illustrates the block diagram of the proposed PFS
controller.
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Figure 5.3: Novel PFS controller using feed-forward control technique
5.3.3 Controller activation scheme
The PFS controller is designed to support the primary frequency control in synchronous AC
interconnected systems. The controller is inactive in steady state. It is activated when there is
an outage of large generation units. In this case, the PFS controller at the VSC station
interconnected to the area where the outage happens will be activated. The controller will
mobilize the power from other interconnected area through the VSC-MTDC system to the
outage area.
A suitable activation scheme is needed to detect severe outage situations and send the
activation signal to the corresponding VSC station. Right after a generation outage event, the
frequency measured at the VSC terminal connected to the outage area is temporarily smaller
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than ones of other VSC terminals. Therefore, the increment of the bus voltage angle of this
VSC terminal is temporarily less than the ones of the other VSC terminals. This observation
can be used to detect the generation outage even and the corresponding outage area. Based on
this observation, in this thesis, a novel activation scheme is proposed. The proposed scheme
compares the increment of the bus voltage angles measured at the VSC-MTDC terminals. The
VSC station which has the smallest voltage angle incremental at the terminal bus will be
recognized as the VSC connected to the outage area. Then the PFS controller at this VSC
station will be activated where as the other PFS controllers within the MTDC system will be
blocked. The detection logic is shown in Figure 5.4.
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Figure 5.4: Activation scheme applied for PFS controller
The voltage angle at each VSC terminal bus is measured and sent to the control center. A
washout block is used to calculate the increment of the signal. The deadband block is
employed to filter out small turbulences in power systems. Then, the comparison is done
between the signals. If a VSC station has the smallest voltage angle increment at the terminal
bus over a certain time, a generation outage situation is defined and the control center sends
an activation signal to the corresponding PFS controller while sending the blocking signal to
other PFS controllers. From this moment on, the comparison process in the activation schema
is blocked until a reset signal is triggered.
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In the activation scheme, there is a so-called blocking scheme during close-by short circuit.
This scheme will block the activation scheme during and a certain time after the incidence of
a close-by short-circuit which can lead to a significant fluctuation of the voltage phase during
and right after the short circuit. This phenomenon may lead to a misleading action of the
activation scheme. Sometimes the close-by short-circuits initiate generation outages.
The activation scheme enables the use of the local measurement for the PFS controller. The
communication system is only employed to send either the activation signal or blocking
signal to the PFS controller. After that, the PFS controller uses only the local measurement,
which increases the reliability of the PFS controller in the primary frequency control.
5.4 Test system
The test system described in the previous chapter is modified to be used in this primary
frequency control study. The generators within each area will be combined and represented by
an aggregated generator. Three generators located in three areas supply power to four load
centers via 400kV AC transmission lines and a VSC-MTDC system in radial Y-configuration
which is interconnected to the power system at Bus 7, Bus 9 and Bus 13. The red color
roughly denotes the power flow direction in the investigated network. The single line diagram
of the test system is shown in Figure 5.5, as well as the load flow parameters of the system
components. The dynamic parameters of the generator model and AVR are given in the
Appendix A.4. In this load-flow case, the total power losses in AC system and DC grid are 63
MW and 8 MW respectively.
Focusing on the primary frequency control study, each generator is equipped with turbine
governors as depicted in Figure 5.6. The setting parameters of the governors and load models
are given in Table 5.1. Based on these parameters, the frequency droop of each area is
calculated using (5.20). The voltage-power droop for each VSC station can be as well defined
using (5.18). These parameters can be found in Table 5.1.
To enable the VSC-MTDC system to taking part in primary frequency control, each VSC
station is equipped with the proposed PFS controller. The setting parameters for each PFS
controller are defined considering an outage of the biggest generation unit of the
interconnected area. In this study, the outage of a 300 MVA generating unit loaded at 240
MW is considered. Table 5.2 shows the setting parameters in this study. These parameters do
not change during the simulations. The VSC droop and the parameters for PFS controller are
updated only when the given parameters in Table 5.1 change with a new dispatch scenario.
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Figure 5.5: Test network for the primary frequency control analysis
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Figure 5.6: Turbine governor block diagram
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Table 5.1: Parameters for governors, load model and VSC control
Area
PG
(MW)
PL
(MW)
RP
(p.u.)
RL
(p.u.)
TP
(s)
RN
(p.u.)
VSC droop
kVP (p.u.)
1 1700 950 0.10 1.00 10 0.0947 0.284
2 1700 2300 0.20 1.00 20 0.1574 0.472
3 1800 600 0.05 1.00 5 0.0464 0.139
Table 5.2: Control parameters for PFS controllers
VSC
KPFS0
(MW/Hz)
TP
(s)
TAN
(s)
RN
(p.u.)
RL
(p.u.)
1 1327 8.81 14.4 0.079 1.00
2 1323 8.64 14.3 0.077 1.00
3 1268 9.16 14.3 0.082 1.00
5.5 Simulation results
To investigate the dynamic performance of the proposed PFS controller, several study cases
are carried out in the time domain. The study cases are defined to check the performance of
the proposed static gain, the effect of the transient components with considerations of
different outage locations and the values of the participation factor DCa . A parameter
sensitivity analysis is performed as well. Additionally, a study case where the proposed PFS
control approach is applied for VSC-MTDC system connecting isolated areas is also
investigated.
5.5.1 Performance of the proposed static gain
First of all, the PFS controller having only the static gain part is considered. The transient
component will be taken into account in the next study case. An outage of a 300 MVA
generating unit loaded at 240 MW in area 2 is applied at t = 1 s. Following the outage, the
PFS controller equipped at VSC 2 is activated by the activation scheme. The simulation is
carried out with three different values for the participation factor DCa (0, 0.5 and 1.0). The
simulation results are presented in Figure 5.7. This figure includes the results of the frequency
deviation at Bus 9, the powers transferred through line 13-5, line 7-9 and the power
exchanged at each VSC station. Table 5.3 summarizes the simulation results at quasi-steady
state in this study case.
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Figure 5.7: Case 1a: PFS controller without GPFS(s), 240 MW generation outage in area 2
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Table 5.3: Simulation result of case 1a at quasi-steady state
αDC
∆fB9
(mHz)
HVAC HVDC
∆P13-4
(MW)
∆P7-9
(MW)
∆PVSC1
(MW)
∆PVSC2
(MW)
∆PVSC3
(MW)
0.0 -205 147 200 0 0 0
0.5 -197 71 96 -37 105 -72
1.0 -193 0 4 -72 206 -141
It can be seen from Table 5.3, when DCa =0, the powers exchanged at VSC converters stay
unchanged. The additional power transferred from the areas 1 and 3 to area 2 are transmitted
only through line 13-4 and line 7-9. When DCa =0.5, the MTDC system takes over almost the
half of the extra powers transferred from the areas 1 and 3 to area 2. It takes additionally 72
MW from area 3 and 37 MW from area 1. When DCa =1.0, the MTDC system takes over
almost all of the extra powers transferred from the areas 1 and 3 to area 2. The results in Table
5.3 illustrate that the actual participation of the MTDC system is nearly equal to the desired
one defined by the given participation factor DCa . It shows that neglecting the transmission
losses and the linearization made during the mathematical development of the proposed
method lead only to small divergences in the simulation results. Therefore, it is proved that
the PFS gain determined by the proposed analytical method can ensure the planned amount of
exchanged power transmitted through VSC-MTDC system.
Another case where there is an outage of 300 MVA generating unit loaded at 240 MW in area
1 is investigated. The simulation results are presented in Figure 5.8 and Table 5.4. The
simulation result also shows an excellent performance of the proposed analytical method.
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Figure 5.8: Case 1b: PFS controller without GPFS(s), 240 MW generation outage in area
1
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Table 5.4: Simulation result of case 1b at quasi-steady state
αDC
∆fB7
(mHz)
HVAC HVDC
∆P13-4
(MW)
∆P7-9
(MW)
∆PVSC1
(MW)
∆PVSC2
(MW)
∆PVSC3
(MW)
0.0 -191 137 -40.0 0 0 0
0.5 -190 70 -19 87 -21 -67
1.0 -189 4 2 174 -42 -134
5.5.2 Performance of transient component
In the previous study cases (1a and 1b), the PFS controller including only the static gain was
applied. For the transient performance, the transition process was stable in both cases.
However, in case study 1a, the oscillation provoked after the generation outage does not die
out within the first 15 s. In case study 1b, over-regulation from the PFS controller at the first
frequency dip resulted in stronger and longer power swings over the AC transmission
systems. These concerns can be eliminated by including the transient component in the PFS
controller. The study cases 1a and 1b are re-simulated with PFS controllers including the
transient component and for DCa =1.0.
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Figure 5.9: Case 2a: PFS controller with GPFS(s), aDC=1.0, generation outage of 240 MW
in area 2
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Figure 5.10: Case 2b: PFS controller with GPFS(s), aDC=1.0, generation outage of 240 MW
in area 1
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Figure 5.9 and Figure 5.10 compare the simulation results of the study cases with and without
the transient component. Based on the simulation results, it is obvious that the PFS controller
with the proposed transient component can provide better damping of system oscillations in
case 2a. It can also eliminate the large power oscillations due to the first frequency dip seen in
case 1b. In summary, the transient component improves the dynamic performance of the
proposed PFS controller.
5.5.3 Parameter sensitivity analysis
Thus far, only the outage of the biggest generation unit in one area is considered. This outage
is actually used for estimating the setting parameters of the PFS controller. A logical
extension would be to check the performance of the PFS controller under a smaller outage. So
an outage of 200MVA unit loaded 160MW in area 2 is considered in this test.
Furthermore, there are practical concerns about the required system data (RP, TP, RL, TAN) for
estimating the PFS parameters. These parameters may not be exactly estimated and they may
vary as well during the transient process. To investigate the influence of the inaccuracy of the
required system input data on the performance of PFS controller, two new tests are studied.
Here, the setting PFS parameters are recalculated with  ± 20% errors added onto the given
data of RP, TP, RL, TAN in Table 5.2.
The simulation results of the three new tests with DCa =1.0 are presented in Figure 5.11 and
Table 5.5. If the provided data are accurate (0% error), the PFS controller keeps performing
very well in this smaller outage. The additional powers transferred through HVAC are almost
zero. The VSC-MTDC system transmits all additional transferred powers to the area 1. If
there are  ± 20% error associated with the provided data, the additional transferred powers
that area 1 receives through VSC1 deviate 14% and 23%, respectively, from the scheduled
one.
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Figure 5.11: Case 3: PFS controller with GPFS(s), aDC=1.0, generation outage of 160 MW
in area 1
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Table 5.5: Simulation result of case 3 at quasi-steady state
5.5.4 PFS control application on MTDC systems connecting isolated
systems
The proposed PFS controller can as well be applied in case the VSC-MTDC system
interconnects asynchronous areas. In this case, no AC parallel lines, the participation factor is
fixed at 1.0. The frequency/generation outage transfer function is derived considering all
power frequency characteristics of the asynchronous areas. The estimated gain using the
proposed analytical method can result in a reasonable share of primary frequency control duty
between areas according to their power-frequency characteristics. A global optimum for the
quasi-steady-state frequency deviation can be achieved. By this way, the frequency deviations
in all areas are equal to each other, and the whole system interconnected by the VSC-MTDC
system acts similarly to the system interconnected by AC transmission lines in primary
frequency control.
To demonstrate the above-mentioned statement, a new test system is created based on the
present test system. Therefore, line 13-4 and line 7-9 are removed. The three areas are now
interconnected only through the VSC-MTDC system. The 234 MW of LOAD4 and the 384
MW of LOAD10 are added to LOAD12 and LOAD6. The capacitors at the load centers are
tuned to keep the bus voltages unchanged. An outage of a 300 MVA unit loaded at 240 MW
in area 2 is considered. The simulation results are shown in Figure 5.12. It can be seen that the
frequency deviations in all areas are equal to each other. The results prove that the proposed
PFS controller can be applied also for VSC-MTDC system interconnecting asynchronous
areas.
Data
error
(%)
∆fB9
(mHz)
HVAC HVDC
∆P13-4
(MW)
∆P7-9
(MW)
∆PVSC1
(MW)
∆PVSC2
(MW)
∆PVSC3
(MW)
0.0 -124 2 1 114 -28 -88
+20 -124 15 -3 98 -24 -76
-20 -126 -18 7 141 -34 -108
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Figure 5.12: Case 4: VSC-MTDC connecting isolated areas, PFS controller with GPFS(s),
aDC=1.0, generation outage of 240MW in area 2
5.6 Summary
The proposed primary frequency support controller using feed-forward control technique
including analytical gain estimation for VSC-MTDC systems has been tested in a typical
transmission system. The results show that a VSC-MTDC system equipped with the proposed
frequency controller shares the responsibility of transmitting power with the parallel HVAC
lines. The PFS gain estimated by the proposed method assures an accurate schedule of
exchanged power through VSC-MTDC system according to the residual transferable margin
of the parallel HVAC lines. The problem related to circulations of exchanged power among
the MTDC system and the AC lines due to unreasonable gain setting can be also avoided. The
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transient component of the PFS controller is developed based on the inversion of the power-
frequency characteristic of the AC power system, such that undesirable transient excursions of
the frequency input are already compensated in the controller design. The PFS controller and
the gain estimation method developed in this chapter can be applied not only for VSC-MTDC
systems interconnecting synchronous areas within an AC power system, but also for VSC-
MTDC systems interconnecting different asynchronous areas.
6 Fast voltage support controller
This chapter focuses on investigating the capability of MMC-VSC-MTDC systems to
enhance the transient stability of AC systems by supporting the system voltage recovery after
a three-phase short circuit in the power system. In this context, the MMC-VSC station control
is equipped with a fast voltage support (FVS) controller on the reactive power control
channel. The performance of the FVS controller is investigated together with the P&Q
coordination control, which gives priority of using the converter current limitation for the
reactive power control channel in case of high voltage drops at the point of common coupling
(PCC). Furthermore, the investigation of the voltage support by the MMC-VSC-MTDC
system during a line-to-line short circuit in the DC grid is also analyzed. The analysis refers
only to MMC-VSC-MTDC systems with full-bridge sub-modules, which is able to block the
fault current flowing into the DC grid [66]. At the same time, the full-bridge MMC can
maintain the control function on the reactive power channel of the VSC station. In a special
operational mode, called STATCOM mode, the full-bridge MMC-VSC control deactivates
the active power channel to block the fault current but it maintains the control function on the
reactive power channel.
6.1 FVS controller structure
The FVS controller acts on the reactive power control channel and has a slow reference
tracking behavior. It is often implemented using a slow PI controller. In some cases, a
voltage-drop compensation controller is also included. The voltage-drop compensation
controller acts to compensate the voltage drop over the phase reactors due to active power
exchanges with the AC systems. Normally, the reactive power control is a slow voltage
support which, under a large and severe disturbance, provides a negligible support for the
system voltage. The FVS controller is designed to support the system voltage in fast and large
voltage fluctuation events, such as short-circuit events. The FVS controller utilizes the voltage
support capability of the MMC-VSC-HVDC system to the AC power system in these cases.
The controller block diagram is illustrated in Figure 6.1. Due to the washout filter, the FVS is
only activated during the transient process by adding an additional reactive power request
upon the given reactive power reference.
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Figure 6.1: FVS controller structure
6.2 P&Q coordination control
As shown in Figure 6.2, there are several options to give the priority of using the converter
current transfer capability between the active and reactive channels.
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Figure 6.2: Limitation allocation options
In this figure, the red arrow denotes a reference current which is over the maximum converter
current (isclim). The green arrow indicates the limited reference current associated with each
priority option. In normal operation, the priority is often given to the active power channel to
utilize the MTDC system for transferring active power. In severe under-voltage situations, i.e.
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when the AC terminal voltage shrinks below 0.9 p.u, the voltage stability problem may arise.
In most of these cases, the transient stability of power systems can be kept by additional
injecting reactive power, usually at a cost of a moderate reduction of the transferred active
power. In this case, the P&Q coordination control shifts the priority of using the converter
current limitation from the active power control channel to the reactive power control
channel. By doing so, more reactive power can be generated and injected into the power
system at the PCC to support the system voltage, thus enhancing the transient stability of the
power system. As a result, the P&Q coordination control improves the contribution of the
FVS controller to the system voltage performance. The block diagram of the P&Q
coordination control is illustrated in Figure 6.3.
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Figure 6.3: Structure of the P&Q Coordination Control
6.3 STATCOM mode
Following a pole-to-pole short circuit in DC grid there will be a high fault current flowing
from the AC side of the MMC-VSC station into the DC grid. A MMC-VSC-MTDC system
with full-bridge sub-modules (shown in Figure 6.4) is able to block this fault current. It can
also maintain the VSC station control function on the reactive power channel. In this case, the
MMC-VSC switches to function in STATCOM mode. Working in this mode, the MMC-VSC
control deactivates the active power controller module to block the fault current. The
reference current on the q-coordinate axis is then set only for covering the losses on
connecting elements (transformer and phase reactor) between the PCC and the converter. The
reference current on d-coordinate axis is still the output of the reactive power controller
module. The operation of the MMC-VSC in STATCOM mode is investigated in the next
section.
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Figure 6.4: Full-bridge configuration
6.4 Test system
In general the system voltage performance highly depends on its load characteristics.
Dynamic loads influence much the stability state of the system voltage. To highlight different
system voltage problems, the test system used in Chapter 4 is modified in a suitable way. Two
dynamic load scenarios are considered. In the first dynamic load scenario, 100% loads at Bus
7, Bus 13 and 80% load at Bus 9 are represented as constant impedance loads. The rest 20%
load at Bus 9 is modeled by an asynchronous motor (ASM) model. This load scenario is
employed to investigate the voltage stability problems associated with asynchronous motor
reacceleration. Another dynamic load scenario, in which all loads are represented as constant
power load (const. PQ load) model is introduced as well to study voltage stability problems
linked with load angles of generators. The power-flow parameters of the system components
can be found in Figure 6.5. All the PSS of the generators are active. POD controllers are not
applied to the VSC-MTDC system. The parameters employed in the FVS controller can be
found in Table 6.1.
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Figure 6.5: Test system for voltage stability analysis
Table 6.1: Setting parameters for FVS controller
VSC
station
Setting parameters for FVS controller
kFVS (p.u.) T1 (s) T1 (s) T2 (s) T3 (s) T4 (s)
2&3 -20 30 0.5 3.5 1.2 2.5
6.5 Simulation results
In this study, three selected fault scenarios are investigated as defined in Table 6.2. The
voltage magnitude at Bus 9, the reactive current at VSC 2 and 3, the speed of ASM and the
load angle of generator G5 with and without the FVS controller are presented.
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Table 6.2: Study cases for voltage stability analysis
In the first fault scenario, a three-phase short circuit (3PSC) with various fault durations is
applied at Bus 9 of the test power system with the ASM load. After removing this AC fault,
the asynchronous motor reaccelerates. The acceleration process requires reactive power from
the power grid. The longer the fault duration, the more reactive power from asynchronous
motor is required and the longer the voltage recovery process takes. In this study, without the
FVS function equipped to the MMC-VSC control, the ASM load cannot successfully regain
its pre-fault speed if the fault duration is longer than 100 ms. With the FVS controller, the
MMC-VSC control increases the reactive power injection immediately to support the voltage
recovery and, in turn, the ASM reacceleration. From the transient stability point of view, the
FVS controller increases the transient stability of the power system. Without the FVS
controller, the critical fault clearing time is 100 ms. With the FVS controller, the critical fault
clearing time is increased to 180 ms. Figure 6.6 shows simulation results of the case with a
fault duration of 150 ms.
No FaultType Fault Description Load Model
Instability Related
Issues
1 AC fault 3PSC at Bus 9 Const. Z loadand ASM load ASM reacceleration
2 AC fault 3PSC at Bus 4 Const. P/Q load Generator load angle
3 DC fault Pole-to-pole SC inDC grid Const. P/Q load Generator load angle
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Figure 6.6: Simulation results of a 150-ms 3PSC applied at Bus 9
In the second fault scenario, a 3PSC with various fault durations is applied at Bus 4 of the test
power system with const. PQ load. This AC fault excites the interacting power swing between
generators. The power swing transmitted through AC transmission lines causes the voltage to
drop. The longer the fault duration is, the stronger the power swing is. Together with the
deeper voltage drop on the system buses, the generator load angles run further apart from each
other. Without the FVS controller, load angle instability occurs in case the fault persists
longer than 140 ms. The voltage support of the MMC-VSC control equipped with the FVS
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controller helps the power system in keeping stable for faults lasting up to 210 ms. Figure 6.7
shows the simulation results of the case with a 150-ms fault duration.
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Figure 6.7: Simulation results of a 150-ms 3PSC applied at bus 4
In the third fault scenario, a permanent line-to-line short circuit is applied in the DC grid.
During this DC fault, the MMC-VSC-HVDC system with the full-bridge sub-modules blocks
the transferred active power. The pre-fault active power transferred through MMC-VSC-
HVDC system is then redistributed among the AC transmission lines in the test system. As a
consequence of the increased loading on the long AC transmission line, a deep voltage drop
appears and causes a transient instability in the test power system. An out-of-step problem is
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observed at the generator G5. With the FVS controller, the voltage support capability of the
MMC-VSC-HVDC system operated in STATCOM mode is employed. The reactive power
injection from the MMC-VSC stations is fast in time and large enough to prevent the
generator out-of-step problem and maintain the stability of the test power system. The
simulation results of this case are shown in Figure 6.8.
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Figure 6.8: Simulation results of a line-to-line fault in DC grid
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6.6 Summary
The simulation results clearly proved that the MMC-VSC-HVDC system is capable of
enhancing the transient stability of power system effectively applying the FVS controllers.
With the proposed FVS controller, the system voltage is strongly supported during fast and
large voltage fluctuation events, such as short circuits in both the AC grid and in the DC grid.
In addition to supporting the system voltage, the transient stability is also improved and the
critical fault clearing time of the power system is extended.
7 Controller coordination
Thus far, this thesis has discussed the controllers individually to purely discover typical
interaction between the controllers and the interconnected AC power systems. In fact, the
controllers can be operated on the same channel at the same VSC station. In a severe
disturbance, such as a three-phase short-circuit at the VSC terminal, various stability
problems may arise at the same time. In this case, several controllers are activated at the same
time. Therefore, there are inevitable interactions between them. Each controller will try to
follow its designed target. Hence, the actions of the controllers may not be well coordinated.
For the supplementary controllers working on the same modulation channel, one controller
may act in a direction against the others. This uncoordinated reaction can reduce the
effectiveness of each controller. If the controllers share the same control tendency, possible
problems in sharing limited controlling bandwidths available at each VSC station may take
place as well. The problems often occur in case of severe disturbances in which large amounts
of current injections are highly requested from all controllers at the same time. In these cases,
the priority in using the controlling bandwidth should be given to the appropriate controllers
to avoid the unwanted interaction between the controllers. A study on the possible interaction
between the controllers in a bigger test system is described into detail in this chapter. Through
this study, possible problems are identified and several counter measures are proposed.
7.1 Test system
As a matter of a fact, the complex interactions between a large inter-connected AC network
and a MMC-VSC-MTDC system, especially as a hybrid network (AC/DC coupling), cannot
be fully perceived and considered in a simple test network. Therefore, the New-England test
system (an IEEE test system with 10 generators, 39 buses) is used in this investigation. The
New-England test system is reasonably sized to investigate the interaction of all previously
developed controllers while allowing for an intuitive understanding of the power flow
conditions.
The test system is described in Figure 7.1. In this test system, a three-terminal MMC-VSC-
MTDC system is inserted between Bus 19, Bus 16 and Bus 22. The MTDC system takes part
in transferring the power from two generation centers in area 1 and 3 into the system. This
power is feed to the four load centers located at Bus 15, Bus 16, Bus 21, and Bus 24. It is
assumed that 20% of each load center is induction-motor load. All other loads have a
frequency-dependant load droop of 1%. Their reactive power demands are proportional to the
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square of the magnitude of the bus voltage. The load-flow case and corresponding data are
shown in the Figure 7.1. The dynamic data of the test network are given in the Appendix A.5.
The MMC-VSC-MTDC system is equipped with the PFS and FVS controllers at all stations.
The POD controllers will be equipped at both the VSC 1 and VSC 3 in two options: on either
reactive power channel or on the active power channel. The setting parameters for the
controllers can be found in the Appendix A.5.
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Figure 7.1: Test system for control coordination study
7.2 Small-signal stability analysis
Firstly, the small-signal stability analysis is conducted to see how the equipped controllers
influence the stability of the power system. Table 7.1 shows the simulation results without the
POD controllers. The table shows the three weakly-damped oscillations which can be highly
influenced by the VSC-MTDC system. There are five cases investigated: No controller
(none), with the FVS controllers at each VSC station (+FVS), with the FVS controllers plus
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one of the PFS controllers (+PFS1, +PFS2, and PFS3). The simulation results show that the
FVS and PFS controllers slightly alter the damping of the system oscillations. The controllers
improve the damping of the third mode while slightly reducing the damping of the second
mode.
Table 7.1: Results of modal analysis without POD controller
Mode
Relative damping (%)
No FVS  +FVS
No f(Hz) Oscillatinggenerator group No PFS No PFS  +PFS1  +PFS2  +PFS3
1 1.33 G4 vs rest 3.1 3.1 3.4 3.1 3.2
2 0.95 G4, G5 vs rest 4.4 3.8 3.7 3.9 6.1
3 0.58 G10 vs rest 5.1 6.8 7.2 6.2 6.6
The POD controllers are included in the MMC-VSC-MTDC control to improve the damping
of the three modes. Two POD options are investigated. The first option (PODp) considers two
three-channel POD controllers equipped in the active power modulation channel of the VSC 1
and 3. The second option (PODq) considers two three-channel POD controllers equipped in
the reactive power modulation channel of the VSC 1 and 3. The setting parameters for the two
POD options are tuned using the methodology described in section 4.2.2. The optimization
considers all four possible operation cases: without and with one of the PFS controller in
operation. The resulting setting parameters are given in the appendix A.5. The results of the
small-signal stability analysis of the two POD options are shown in Figure 7.2.
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Figure 7.2: Relative damping results of control coordination study
7  Controller coordination 84
Both POD options can contribute significantly to the improvement of the damping of all
investigated modes. The small-signal stability results are confirmed by the time domain
simulation shown in Figure 7.3 through the load angle of the generator G5. In this simulation,
one 50-ms-three-phase short-circuit is applied at Bus 16.
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None +FVS +FVS+PFS1
+FVS+PFS2 +FVS+PFS3 +FVS+PFS2+PODp
+FVS+PFS2+PODq
Figure 7.3: Time-domain simulation results of control coordination study
7.3 Large disturbance analysis
This analysis aims to check the interaction between controllers under large disturbances. Two
fault scenarios listed in Table 7.2 are considered. In the first fault scenarios, the POD option
on the reactive power modulation channel is considered. A 150-ms-three-phase short-circuit is
applied at bus 16 in the load center areas where the motor loads are located. The induction
motor acceleration after fault clearance may prolong the voltage recovery process. In this
case, the FVS controllers intensively work on the reactive power modulation channel. In
addition, the three-phase short-circuit also excite the involvement of the POD controller on
this modulation channel. The interaction between the POD and FVS controllers on the Q
channel can be seen through this fault case. In the second fault scenario, a 150-ms-three-phase
short-circuit is applied at bus 22 followed by an outage of a 400 MVA generation unit in area
3. The fault ignites the operation of both the PFS and POD controllers on the P channel,
therefore the interactions can be investigated. Figure 7.4 shows the location of the applied
faults.
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Table 7.2: Study cases for control coordination study
No Fault description Interaction related issues
1 150-ms 3PSC applied at bus 16 Interaction between the POD and FVScontrollers on Q channel
2
150-ms 3PSC applied at bus 22, then
trip a 400 MVA generator  loading
264 MW in area 3
Interaction between the POD and PFS
controllers on P channel
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Figure 7.4: Fault scenarios considered for control coordination study
7.3.1 Control coordination on reactive power channel
The simulation results of the first fault scenario are displayed in Figure 7.5. The figure shows
the voltage magnitude at the three VSC AC terminals, the reactive power outputs of the FVS
and POD controllers, as well as the total reactive power measured at each VSC AC terminal.
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Figure 7.5: Simulation results of control coordination study on Q channel
It can be seen from the Figure 7.5 that the FVS controllers at VSC 1 and VSC 3 call for an
immediate reactive power injection in the power system after the fault clearance. However,
the POD controllers at VSC 1 and VSC 3 act against the FVS controllers, especially within
the first 2 s after the fault clearance. The phenomenon results in a low reactive power
injection which should be as high as possible to support the voltage recovery. In this thesis,
the POD controller is proposed to be blocked after a certain time (here 1.5 s after removing
the fault). The proposed blocking scheme is described in the Figure 7.6. The blocking scheme
blocks the POD controller during the fault and 1.5 s after the fault clearance.
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Figure 7.6: The proposed POD controller with additional blocking scheme
The simulation of the first fault scenario is repeated with the consideration of the blocking
scheme. The results, given in Figure 7.7, show that the terminal voltages recover faster with
the presence of the blocking scheme whereas the damping of the system oscillation stays
nearly the same. The comparison between the resulting terminal voltages of the cases with
and without the blocking scheme can be seen in Figure 7.8.
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Figure 7.7: Simulation results of control coordination study on Q channel with the
blocking scheme
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Figure 7.8: Comparison of the resulted terminal voltages of cases with and without the
blocking scheme
7.3.2 Control coordination on active power channel
The simulation results of the second fault scenario are depicted in Figure 7.9. It shows the
frequency deviation at the three VSC AC terminals, the active power outputs of the PFS and
POD controllers, as well as the total active power measured at each VSC AC terminal.
It can be seen from the Figure 7.9 that both the PFS and POD controllers are excited by the
fault scenario. The POD controllers intensively act right after the fault initiation. But this
action decreases dramatically after 5 s. In contrast, the PFS controller slowly increases its
control output. Therefore, there is no significant counter interaction between the controllers,
but a well coordinated action resulted from the nature of the two controllers. Therefore, no
counter measure is needed to ensure the coordination in this case.
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Figure 7.9: Simulation results of control coordination study on P channel
8 Conclusions and future work
8.1 Conclusions
This thesis has presented the investigations of utilizing MMC-VSC-MTDC systems to
enhance the dynamic performance of AC power systems. In this context, several
supplementary controllers are equipped into the standard VSC station controller to exploit its
fast response and independent control of the active and reactive powers in MTDC systems.
These functional controllers are the Power Oscillation Damping (POD) controller, the
Primary Frequency Support (PFS) controller, and the Fast Voltage Support (FVS) controller.
Each controller is designed to enhance one stability aspect of the power system.
The POD controller improves the damping of oscillations in the AC power systems. The PFS
control is used to support the primary frequency control following outages of large generation
units. The FVS controller is used to support the recovery of the positive sequence voltage
after incidents of short circuits whereas the NSV controller is used to reduce the negative
sequence voltage, thus improving the phase voltage symmetry during unbalanced faults.
First of all, the supplementary controllers were individually studied considering several
influence factors to explore their main features. The controllers design and appropriate
methodologies for selecting their setting parameters have been proposed. Analytical methods
together with time-domain simulations were employed to validate the proposed
methodologies. At last, possible interactions between the investigated supplementary
controllers which may influence their effectiveness were investigated.
To facilitate the study, which focuses on slow dynamic stability phenomena and the
performance analyses of the MMC-VSC-HVDC system within a large-scale AC power
system, a generic RMS model for the MMC-VSC-MTDC system was developed based on an
existing averaged EMT model. The developed model in this thesis, using voltage and current
sources with suitable adaptations to include the MMC-VSC control structure with two
separate DC and the AC control parts, is similar to the existing RMS model developed for
conventional VSC-HVDC systems. A linearized model of the MMC-VSC-HVDC for low-
frequency electromechanical oscillation studies was also proposed. Both models were
validated in both time-domain simulation and frequency-domain analysis in a typical high-
voltage transmission network.
The investigation of the capabilities of a MMC-VSC-MTDC system in improving the
damping of the system oscillations were conducted in both the modal analysis and the time
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domain simulation. In this framework, a PSS-based POD controller was incorporated to the
MMC-VSC-MTDC system control. Established approaches for input/output selection and
parameter optimization were applied. The study results revealed the considerable capability to
incorporate POD controller into both channels of the MMC-VSC-MTDC system to enhance
damping of inter-area oscillations. The damping capability on Q channel is observed to
possess a greater potential to improve the damping of inter-area oscillations in several
circumstances, such as when the system load is excessively sensitive to voltage; or when the
VSC station is located near load centers. However, the damping capability on Q channel
reduces with reduction of the voltage-dependent level of the system loads. This is not the case
for the damping support capability of the POD option on the P channel. In case of high
loading on active power channel, the POD controller on Q channel can be more effective than
on the P channel. Furthermore, the use of global inputs has been investigated with the
consideration of communication delay. The applied optimization method ensures good
performance of the POD controller including global inputs with various communication
delays.
For the primary frequency control analysis, the primary frequency support controller is
equipped to the VSC-MTDC control to enable the VSC-MTDC system to share the
responsibility of transmitting the exchanged power with parallel HVAC lines. The PFS
controller proposed in this thesis is designed using the feed-forward control technique
including an analytical method to estimate the controller gain. The PFS gain estimated by the
proposed method assures an accurate schedule of exchanged power through the VSC-MTDC
system according to the residual transferable margin of the parallel HVAC lines. The problem
related to circulation of exchanged power among MTDC system and AC lines due to
unreasonable gain settings can be also avoided. The transient component of the PFS controller
was developed based on the inversion of the power-frequency characteristic of AC power
system, such that undesirable transient excursions of the frequency input are already
compensated in the controller design. The PFS controller and the gain estimation method
developed in this thesis can be applied not only for the VSC-MTDC system interconnected
synchronous areas within an AC power system, but also for the VSC-MTDC system
interconnecting different asynchronous areas.
The capability of the MMC-VSC-HVDC in enhancing the transient stability of the power
system was investigated with the consideration of the fast voltage support controller. The
simulation results prove that the system voltage is strongly supported in fast and large voltage
fluctuation events, such as short circuit events in both AC grid and DC grid. By supporting
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the system voltage through the FVS controller, the transient stability is improved and the
critical fault clearing time of the power system is extended. The coordination between the
FVS controller and the P&Q coordination control increases the contribution of the FVS
controller to the system voltage performance.
In the last chapter of the thesis, a study on the interaction between the supplementary
controllers in a larger test system was conducted. The results of the small-signal stability
analysis reveal that the FVS and PFS controllers slightly alter the damping of the system
oscillations. The setting parameters, defined by the proposed analytical method, were
appropriate for the controllers in the small-signal stability extent. The POD controllers tuning
using the proposed methodology can significantly improve the damping of the system
oscillations.
The large disturbance analysis shows that there are possible incorporated interactions between
the FVS controller and the POD controller on the reactive power channel within the first few
second after removing a closed-by fault. This phenomenon results in a low reactive power
injection which should be as high as possible to support the voltage recovery. The counter
measure proposed in this thesis is to block the POD controller during this time. The results
showed that the terminal voltages recovered faster with the presence of the blocking scheme
whereas the damping of the system oscillation stays nearly the same.
In contrast to the interaction on the reactive power channel, there is no significant counter
interaction between the PFS and POD controllers on the active power channel, but a well
coordinated action resulted from the nature of the two controllers. Both the PFS and POD
controllers are excited by the fault scenario. The POD controllers act intensively right after
the fault initiation. The action of the POD controllers decrease dramatically after 5 s while the
PFS controller slowly increases its control output. No counter measure was then needed in
this case.
8.2 Future work
The following is a list of possible future work to thoroughly validate the effects of the MMC-
VSC-HVDC system on AC power systems due to the supplementary controller whose designs
and the methodologies for setting the parameters were proposed in this thesis:
1. Further investigation on the capability of the POD controllers on the active and reactive
power channels with consideration of high penetration of electronic- based loads, reduced
inertia AC systems and reduced short-circuit power systems.
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2. Verify the operation of the activating scheme proposed for the PFS controllers in different
power system configurations under the consideration of further fault cases.
3. Validate the methodologies for setting parameters of the controllers proposed in this thesis
in a realistic power system where the various interactions between the controllers can be
seen, since these cannot be observed from the small test system. Furthermore, the
complexity of the stability problem in the system might excite the difficulties in applying
the method.
Another possible future work constitute developing a RMS model which can directly use all
setting parameters from an existing EMT model, without the need for parameter tuning. This
model might include controlled voltage sources on both the AC and DC sides.
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A.1   Proposed RMS equivalent model
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A.2   Test network for RMS model validation
The data used for modeling the generators and controllers are given below. All parameters are
in a per unit in basic of power and voltage rating of the generators. Time constants are in
seconds.
Table A.2. 1 Parameters of the modeled generators
Param. Unit G1 G2 G3 G4 G5
Sn MVA 900 900 900 900 2000
Pn MW 765 765 765 765 1800
Vn kV 20 20 20 20 20
cos Fn 0.85 0.85 0.85 0.85 0.90
fn Hz 50 50 50 50 50
TM sec 11.00 13.00 12.35 10.35 13.80
ra p.u. 0.0025 0.0025 0.0025 0.0025 0.0041
xas p.u. 0.2000 0.2000 0.2000 0.2000 0.2975
Td” s 0.0350 0.0350 0.0350 0.0350 0.0350
xd” p.u. 0.2500 0.2500 0.2500 0.2500 0.3150
Td’ s 1.3330 1.3330 1.3330 1.3330 1.1860
xd’ p.u. 0.3000 0.3000 0.3000 0.3000 0.4807
xd p.u. 1.8000 1.8000 1.8000 1.8000 2.7171
Tq” s 0.0186 0.0186 0.0186 0.0186 0.0350
xq” p.u. 0.2500 0.2500 0.2500 0.2500 0.3461
Tq’ s 0.1580 0.1580 0.1580 0.1580 0.2880
xq’ p.u. 0.5500 0.5500 0.5500 0.5500 0.9972
xq p.u. 1.7000 1.7000 1.7000 1.7000 2.5827
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A.3   Linearized model of MMC-VSC-HVDC system
In this thesis, a linearized model of a MMC-VSC-HVDC system for small-signal stability
analysis can be developed based on the generic RMS model of the MMC-VSC-HVDC system
proposed in the chapter 3. The linearized model emanate from linearized equations of each
MMC-VSC station and the DC grid. The linearized model of each MMC-VSC station is
categorized into two modules: AC and DC side modules. Each module is represented as an
separate state-space model. The AC-side module comprises of linearized models of AC-side
model and control module. The DC-side module includes linearized models of the current
source and DC-side control module. The DC-grid linearized model is derived from the
stability model in which each DC branch is modeled by Π equivalent using only resistance
and capacitance elements. The combination of all linearized modules of MMC-VSC stations
and the DC-grid linearized model results in the state-space model of the MMC-VSC-MTDC
system. The structure of the linearized model of a Z-terminal MMC-VSC-MTDC system is
described as follows. The linearized model structure described here has similarities with those
previously presented in [24-26].
A.3.1   AC-side module of a MMC-VSC station
The representation of a AC-side module of i-th MMC-VSC on the terminal voltage-oriented
d-q frame can be described in Laplace form as follows:
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iSq,iS,iSd,iS,0iSq,iS,iCq,iSq,
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sililirvv
sililirvv
(A.1)
where lS,i = lC,i/2; s is the Laplace operator, ω0 is the fundamental frequency of the AC grid in
radians/s.
The inner current controller of i-th MMC-VSC, which uses PI controllers to compute
reference controlled voltages (vCd,i and vCq,i), can be expressed in Laplace form using the
following equations:
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 (A.2)
where kpd,i  and Tid,i  as well as kpq,i  and Tiq,i  are the gains and time constants of the PI
controllers on the d and q axis’s.
Combining(A.1) & (A.2) gives:
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Introducing two new state variables xd,i and xq,i and linearizing (A.3) results in:
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where sxx =& .
The equation (A.4) may be rewritten as:
ref
iq,iACI,
ref
id,iACI,iACV,iACI,iACI, ii D+D+= CBxAx& (A.5)
where Tiq,id,iSq,iSd,iACI, )( xxii DD=x  and the superscript T denotes the transposition. The reference
currents refid,iD  and refiq,iD are the output of the active power balance and reactive power
controls, respectively. Different control schemes can be applied in these outer controllers. DC
power iDC,pD , active power iAC,pD , reactive power iAC,qD , AC terminal voltage magnitude
iS,vD  and ordered reactive power ord iAC,qD  can be the inputs of these outer controllers. In
general, the linearized model of the two outer controllers can be illustrated in the following
generally-deducted Laplace forms:
S,iPAC,iAC,iPAC,i
DC,iPAC,iPAC,iPAC,iPAC,i
vp
p
D+D+
D+=
DC
BxAx&
(A.6)
ord
iAC,iQAC,iS,iQAC,iAC,iQAC,
ref
id,iQAC,iQAC,iQAC,iQAC,
qvq
i
D+D+D+
D+=
EDC
BxAx&
(A.7)
where Trefid,iNP,i1P,iPAC, )...( ixx D=x  is the vector of N state variables and the output of the active
power balance control; Trefiq,iMQ,i1Q,iQAC, )...( ixx D=x  is the vector of M state variables and output
of the reactive power control.
The inputs of these outer controllers can be generally expressed through state variables
T
iSq,iSd,idq, )( ii DD=Di and the AC terminal voltage on real/imaginary stationary frame (RI-axis)
T
iSI,iSR,RIi )( vv DD=Dv  as below:
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Substituting (A.8) for (A.6), (A.7), and then combining them with (A.5) gives the complete
AC-side module of i-th MMC-VSC linearized model:
ord
iAC,iACV,iRI,iACV,DCiiACV,iACV,iACV,iACV, qp D+D+D+= DvCBxAx& (A.9)
where TTiQAC,
T
iPAC,
T
iACI,iACV, ))()()(( xxxx = ; the coefficient matrices in (A.9) are determined as
shown in Fig. A.3.1.
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Figure A.3. 1 AC-side module of i-th MMC-VSC linearized model
A.3.2   DC-side module of a MMC-VSC station
A DC-side module of i-th MMC-VSC linearized model is achieved by linearizing the DC
control module. The controller output is ∆pDC,i which is the input for the linearized model of
the DC grid. Inputs of this controller considered in this work are ∆pAC,i,  ∆vDC,i and ordered
active power ordDCipD . The linearized expression for linearized model of the DC side of i-th
MMC-VSC may be then written as follows:
ord
iDC,iDCI,iAC,iDCI,iDC,iDCI,iDCI,iDCI,iDCI, ppv D+D+D+= DCBxAx& (A.10)
where TiDC,iGD,i1D,iDCI, )...( pxx D=x  is a vector including the controller state variables and an
algebraic variable ∆pDC,i.
By applying (A.8) for the term DpAC,i, equation (A.10) can be rewritten as:
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ord
iDC,iDCI,idq,iDCI,iRI,iDCI,iDC,iDCI,iDCI,iDCI,iDCI, pv D+D+D+D+= DiFvEBxAx& (A.11)
A.3.3   DC-grid module of the MMC-VSC-HVDC linearized model
The DC grid can be represented in the stability model in which each DC branch is modeled by
Π model using only resistance and capacitance elements. A DC-grid module can be expressed
as follows:
DCNDCNDCNDCNDCN pBxAx D+=& (A.12)
where TKDC,DC,2DC,1DCN )...( vvv DDD=x  is the state variable vector associated with the voltages on
the capacitor elements of the DC grid model and TZDC,DC,2DC,1DCN )...( ppp DDD=Dp  is the vector
of power at the DC terminals of the MMC-VSC stations.
A.3.4   Complete linearized model of the MMC-VSC-HVDC system
To construct the state-space equations of the MMC-VSC-MTDC system, equations (A.9),
(A.11) and (A.12) are combined as shown in Fig. A.3.2. The combination can be expressed
as:
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Figure A.3. 2 Linearized model of the MMC-VSC-MTDC system
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At this stage, the non-state-space variables in xMTDC should be eliminated. xMTDC becomes a
pure state variable vector xZ, which includes all state-space variables of the linearized model
of the MMC-VSC-MTDC system. Now, the state-space equation of the MMC-VSC-MTDC
system can be created as:
ord
ACZZ
ord
DCZZRIZZZZZ qFpEvBxAx D+D+D+=& (A.14)
The current injection TiSI,iSR,iRI, )( ii DD=Di  of the MMC-VSC-HVDC at i-th converter station
into the AC system can be generally expressed through TiSq,iSd,idq, )( ii DD=Di and iRI,vD  as
following:
iRI,iUI,idq,iII,iRI, vKiKi D+D=D (A.15)
Coupling the current injections of Z converter stations gives the current injection expression
for the MMC-VSC-HVDC system to the AC system as:
RIZZZZRIZ vDxCi D+D=D (A.16)
Neglecting changes in the reference values for active/reactive powers (last two terms in
(A.14)), the complete state-space system can then be given by combining (A.14) and (A.16)
as follows:
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Figure 3.6 illustrates the schematic diagram of the proposed linearized model for a point-to-
point MMC-VSC-HVDC system. It also reveals the linkage between linearized modules and
the MMC-VSC-HVDC system with the interconnected ac system. This flexible structure can
easily be adapted for modeling multi-terminal MMC-VSC-HVDC systems.
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A.4   Setting parameters of the optimal POD options
Table A.4. 1 Setting parameters of the optimal POD options
POD
option
Setting parameter
Input
(bus
angle)
Output
(channel) kW (pu) TW (s) T1 (s) T2 (s) T3 (s) T4 (s)
P-BEST-L
Best local
fB7 P-VSC1 2.000 7.529 0.028 0.020 2.000 1.190
fB9 P-VSC2 -1.463 17.278 1.058 1.854 0.644 1.058
fB9 P-VSC2 1.305 4.404 0.701 0.047 0.632 0.906
Q-BEST-L
Best local
fB7 Q-VSC1 0.659 1.969 2.000 0.134 0.020 0.431
fB9 Q-VSC2 -2.000 0.200 1.155 1.497 1.362 0.020
fB9 Q-VSC2 -0.851 0.200 0.020 2.000 0.965 0.020
P-BEST-G
Best global
fB6 P-VSC1 1.851 16.311 1.306 1.907 0.657 0.020
fB10 P-VSC2 2.000 20.000 0.655 0.059 1.983 1.469
fB11 P-VSC3 2.000 0.200 0.880 2.000 2.000 0.504
Q-BEST-G
Best global
fB6 Q-VSC1 1.834 0.873 0.020 1.906 2.000 0.103
fB10 Q-VSC2 1.985 12.245 1.683 0.539 0.567 0.121
fB11 Q-VSC2 1.506 12.820 2.000 0.589 0.195 1.806
PQ-BEST-
L Best
local
fB7 P-VSC1 -2.000 18.004 0.338 1.882 1.603 0.020
fB9 Q-VSC2 -0.810 17.481 2.000 2.000 1.622 2.000
fB9 P-VSC2 0.971 5.900 1.475 0.020 0.552 1.391
PQ-BEST-
G Best
global
fB6 P-VSC1 2.000 7.529 0.028 0.020 2.000 1.190
fB10 Q-VSC2 -1.463 17.278 1.058 1.854 0.644 1.058
fB11 P-VSC3 1.305 4.404 0.701 0.047 0.632 0.906
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A.5   Test network for the primary frequency control analysis
The data used for modeling the generators and controllers are given below. All parameters are
in a per unit in basic of power and voltage rating of the generators. Time constants are in
seconds. No POD controller is applied for the MMC-VSC-MTDC system.
Table A.5. 1 Parameters of the modeled generators
Param. Unit G1 G3 G5
Sn MVA 2000 2000 2000
Pn MW 765 765 1800
Vn kV 20 20 20
cos Fn 0.85 0.85 0.90
fn Hz 50 50 50
TM sec 11.00 12.35 13.80
ra p.u. 0.0025 0.0025 0.0041
xas p.u. 0.2000 0.2000 0.2975
Td” s 0.0350 0.0350 0.0350
xd” p.u. 0.2500 0.2500 0.3150
Td’ s 1.3330 1.3330 1.1860
xd’ p.u. 0.3000 0.3000 0.4807
xd p.u. 1.8000 1.8000 2.7171
Tq” s 0.0186 0.0186 0.0350
xq” p.u. 0.2500 0.2500 0.3461
Tq’ s 0.1580 0.1580 0.2880
xq’ p.u. 0.5500 0.5500 0.9972
xq p.u. 1.7000 1.7000 2.5827
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A.6   Test network for control coordination analysis
Table A.6. 1 Line parameters
From
Bus To Bus Name
Length
factor
Resistance
(Ohm)
Impedance
(Ohm)
Capacitance
(nF) VN (kV)
BUS25 BUS02 L02-25 1.0 8.330 10.240 330.0 345.0
BUS02 BUS01 L01-02 1.0 4.170 48.920 1560.0 345.0
BUS02 BUS03 L02-03 1.0 1.550 17.970 570.0 345.0
BUS03 BUS18 L03-18 1.0 1.310 15.830 480.0 345.0
BUS18 BUS17 L17-18 1.0 0.830 9.760 290.0 345.0
BUS17 BUS27 L17-27 1.0 1.550 20.590 720.0 345.0
BUS27 BUS26 L26-27 1.0 1.670 17.500 530.0 345.0
BUS25 BUS26 L25-26 1.0 3.810 38.450 1140.0 345.0
BUS26 BUS28 L26-28 1.0 5.120 56.420 1740.0 345.0
BUS28 BUS29 L28-29 1.0 1.670 17.970 550.0 345.0
BUS26 BUS29 L26-29 1.0 6.780 74.390 2290.0 345.0
BUS17 BUS16 L16-17 1.0 0.830 10.590 300.0 345.0
BUS16 BUS15 L15-16 1.0 1.070 11.190 380.0 345.0
BUS16 BUS19 L16-19 2.5 1.900 23.200 680.0 345.0
BUS16 BUS21 L16-21 1.0 0.950 16.070 560.0 345.0
BUS16 BUS24 L16-24 1.0 0.360 7.020 150.0 345.0
BUS21 BUS22 L21-22 2.5 0.950 16.670 570.0 345.0
BUS24 BUS23 L23-24 2.5 2.620 41.660 800.0 345.0
BUS15 BUS14 L14-15 1.0 2.140 25.830 820.0 345.0
BUS03 BUS04 L03-04 1.0 1.550 25.350 490.0 345.0
BUS04 BUS14 L04-14 1.0 0.950 15.350 310.0 345.0
BUS04 BUS05 L04-05 1.0 0.950 15.240 300.0 345.0
BUS05 BUS06 L05-06 1.0 0.240 3.090 100.0 345.0
BUS06 BUS07 L06-07 1.0 0.710 10.950 250.0 345.0
BUS07 BUS08 L07-08 1.0 0.480 5.480 170.0 345.0
BUS05 BUS08 L05-08 1.0 0.950 13.330 330.0 345.0
BUS08 BUS09 L08-09 1.0 2.740 43.210 850.0 345.0
BUS01 BUS39 L01-39 1.0 1.190 29.760 1670.0 345.0
BUS39 BUS09 L09-39 1.0 1.190 29.760 2670.0 345.0
BUS06 BUS11 L06-11 1.0 0.830 9.760 310.0 345.0
BUS14 BUS13 L13-14 1.0 1.070 12.020 380.0 345.0
BUS11 BUS10 L10-11 1.0 0.480 5.120 160.0 345.0
BUS13 BUS10 L10-13 1.0 0.480 5.120 160.0 345.0
BUS22 BUS23 L22-23 1.0 0.710 11.430 410.0 345.0
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Table A.6. 2 Load parameters
Bus
name P (MW)
Q
(MVAr)
BUS03 322.0 2.4
BUS04 500.0 184.0
BUS07 233.8 84.0
BUS08 522.0 176.0
BUS12 8.5 88.0
BUS15 320.0 153.0
BUS16 529.0 32.3
BUS18 158.0 30.0
BUS20 680.0 103.0
BUS21 474.0 115.0
BUS23 247.5 84.6
BUS24 308.6 -92.2
BUS25 224.0 47.2
BUS26 139.0 17.0
BUS27 281.0 75.5
BUS28 206.0 27.6
BUS29 283.5 26.9
BUS31 9.2 4.6
BUS39 1104.0 250.0
Table A.6. 3 Transformer parameters
From
Bus To Bus Name
Sn
(MVA)
Upn
(kV)
Upr
(kV)
Usn
(kV)
Usr
(kV)
urk
(%) uk (%)
BUS25 BUS37 T37    100.0 345.0 353.630 10.0 10.0 0.060 2.320
BUS02 BUS30 T30    100.0 345.0 353.630 10.0 10.0 0.000 1.810
BUS29 BUS38 T38    100.0 345.0 353.630 10.0 10.0 0.080 1.560
BUS22 BUS35 T35    100.0 345.0 353.630 10.0 10.0 0.000 1.430
BUS06 BUS31 T31    100.0 345.0 369.150 10.0 10.0 0.000 2.500
BUS12 BUS11 T11-12 100.0 345.0 347.070 345.0 345.0 0.160 4.350
BUS12 BUS13 T12-13 100.0 345.0 347.070 345.0 345.0 0.160 4.350
BUS10 BUS32 T32    100.0 345.0 369.150 10.0 10.0 0.000 2.000
BUS19 BUS20 T19-20 100.0 345.0 365.700 345.0 345.0 0.070 1.380
BUS20 BUS34 T34    100.0 345.0 348.110 10.0 10.0 0.090 1.800
BUS19 BUS33 T33    100.0 345.0 369.150 10.0 10.0 0.070 1.420
BUS23 BUS36 T36    100.0 345.0 345.000 10.0 10.0 0.050 2.720
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Table A.6. 4 Generator loadings
Param. G30 G31 G32 G33 G34 G35 G36 G37 G38 G39
vG (pu) 1.004 0.982 0.975 0.990 0.990 1.020 1.030 1.028 1.026 0.990
fG (deg) 18.6 0.0 10.2 21.0 22.2 15.0 20.9 17.0 20.5 1.0
PG (MW) 850.0 97.0 650.0 680.0 660.0 650.0 660.0 540.0 830.0 1000.0
QG (MVAr) 144.9 239.2 255.7 129.6 142.3 138.4 72.9 129.5 82.6 87.9
Table A.6. 5 Generator dynamic parameters
Name Unit G30 G31 G32 G33 G34 G35 G36 G37 G38 G39
Sn MVA 1000 1000 1000 1000 1000 1000 1000 1000 1000 10000
Un kV 10 10 10 10 10 10 10 10 10 345
TM sec 8.40 6.06 7.16 5.72 5.20 6.96 5.28 4.86 6.99 10.00
ra p.u. 0.0000 0.0000 0.0000 0.0000 0.0000 0.0600 0.0000 0.0100 0.0000 0.0000
xas p.u. 0.1350 0.3550 0.3500 0.3500 0.5450 0.2250 0.3250 0.2850 0.3500 0.0350
Td” s 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000
xd” p.u. 0.3099 0.6999 0.5299 0.4399 1.3199 0.4999 0.4899 0.5699 0.5699 0.0599
Td’ s 10.2000 6.5600 5.7000 5.6900 5.4000 7.3000 5.6600 6.7000 4.7900 7.0000
xd’ p.u. 0.3100 0.7000 0.5300 0.4400 1.3200 0.5000 0.4900 0.5700 0.5700 0.0600
xd p.u. 1.6000 2.9560 2.5600 2.6260 6.7600 2.5460 2.9560 2.9600 2.1160 0.2600
Tq” s 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000 0.0000
xq” p.u. 0.6898 1.6999 0.8799 1.6599 1.6599 0.8099 1.8599 0.9099 0.5899 0.0799
Tq’ s 0.0000 1.5000 1.5000 1.5000 0.4400 0.4000 1.5000 0.4100 1.9600 0.7000
xq’ p.u. 0.6899 1.7000 0.8800 1.6600 1.6600 0.8100 1.8600 0.9100 0.5900 0.0800
xq p.u. 0.6900 2.8200 2.3700 2.5800 6.2000 2.4100 2.9200 2.8000 2.0500 0.1900
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Figure A.6. 1 Governor block diagram
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Table A.6. 6 Setting parameters for generator governors
Param. G30 G31 G32 G33 G34 G35 G36 G37 G38
k (pu) 4.200 2.200 0.870 15.920 17.440 5.120 3.900 2.148 3.312
TV (s) 0.200 0.450 3.000 0.240 3.000 0.120 0.200 3.000 0.380
kB (pu) 0.500 1.000 1.000 1.000 1.000 1.000 1.000 1.000 1.000
TB(s) 0.400 0.100 5.000 0.180 5.000 0.150 0.180 3.000 0.100
kC (pu) 0.500 0.755 1.000 0.798 1.000 0.533 0.500 1.000 0.720
TC(s) 0.965 54.000 5.000 10.000 5.000 9.640 7.500 4.000 6.000
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Table A.6. 7 Setting parameters for AVR + PSS
Name G30 G31 G32 G33 G34 G35 G36 G37 G38
TR (s) 0.010 0.010 0.010 0.010 0.010 0.010 0.010 0.010 0.010
kA (pu) 200.000 150.000 150.000 100.000 100.000 100.000 100.000 300.000 300.000
TA (s) 1.000 1.500 1.500 1.000 1.000 1.000 1.000 1.000 1.000
TB (s) 2.000 2.500 2.500 3.000 3.000 3.000 3.000 2.000 2.000
kON (pu) 1 1 1 1 0 1 1 1 1
kW (pu) 5.500 4.000 4.000 2.000 4.500 -4.500 2.787 6.000 8.000
TW (s) 9.511 20.000 0.200 15.709 4.370 20.000 20.000 0.200 8.507
T1 (s) 2.000 2.000 0.020 2.000 2.000 0.020 2.000 0.247 1.666
T2 (s) 0.509 0.020 0.025 0.020 0.020 1.747 1.004 2.000 0.476
T3 (s) 1.649 2.000 1.729 0.025 2.000 1.622 2.000 0.437 2.000
T4 (s) 0.408 0.126 0.262 0.066 1.178 0.025 0.020 0.108 0.885
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Table A.6. 8 Setting parameters for PFS controllers
VSC
VSC droop
kVP (pu)
Setting parameters for PFS controller
aDC
(pu)
kPFS0
(MW/Hz)
TP
(s)
TAN
(s)
RN
(pu)
RL
(pu)
1 0.162 1.0 918.9 8.436 11.474 0.317 1.00
2 0.315 1.0 918.0 8.270 11.395 0.290 1.00
3 0.669 1.0 917.1 8.271 11.459 0.295 1.00
Table A.6. 9 Setting parameters for FVS controllers
VSC
station
Setting parameters for FVS controller
kFVS (pu) T1 (s) T1 (s) T2 (s) T3 (s) T4 (s)
1&2&3 -20 30 0.5 3.5 1.2 2.5
Table A.6. 10 Setting parameters of the optimal POD options
POD
option
Setting parameter
Input (bus
angle)
Output
(channel) kW (pu) TW (s) T1 (s) T2 (s) T3 (s) T4 (s)
POD
on Q
channel
fB19- fB16 Q-VSC1 -14.169 5.639 1.375 0.628 0.875 1.521
fB19- fB16 Q-VSC1 15.000 10.033 1.371 0.605 1.923 1.546
fB19- fB16 Q-VSC1 -3.768 20.000 1.973 0.749 0.046 0.105
fB22- fB16 Q-VSC3 -3.873 13.329 2.000 1.657 0.020 2.000
fB22- fB16 Q-VSC3 -14.062 1.141 2.000 2.000 0.020 2.000
fB22- fB16 Q-VSC3 1.722 8.682 0.927 0.020 0.374 2.000
POD
on P
channel
fB19- fB16 P-VSC1 -8.547 0.200 1.248 0.020 0.125 1.817
fB19- fB16 P-VSC1 0.455 5.744 1.373 1.552 0.621 1.717
fB19- fB16 P-VSC1 1.356 12.434 0.206 0.252 0.020 1.007
fB22- fB16 P-VSC3 -4.374 10.749 1.574 1.971 1.690 2.000
fB22- fB16 P-VSC3 -9.549 0.200 0.605 0.917 0.569 0.119
fB22- fB16 P-VSC3 5.170 17.212 1.911 2.000 1.567 0.762
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